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FOREWORD
The IAEA developed the Power Reactor Information System (PRIS)-Statistics application to
assist PRIS end users with generating statistical reports from PRIS data. Statistical reports
provide an overview of the status, specification and performance results of every nuclear
power reactor in the world.
This user’s manual was prepared to facilitate the use of the PRIS-Statistics application and to
provide guidelines and detailed information for each report in the application.
Statistical reports support analyses of nuclear power development and strategies, and the
evaluation of nuclear power plant performance. The PRIS database can be used for
comprehensive trend analyses and benchmarking against best performers and industrial
standards.
This user’s manual was developed by IAEA staff members and external experts with the
support of two consultancy meetings. The IAEA wishes to express its gratitude to L. Riggin
(Canada) and to the others who contributed to the drafting and reviewing of this manual.
The IAEA officer responsible for this publication was J. Mandula of the Division of
Nuclear Power.

EDITORIAL NOTE
This publication has not been edited by the editorial staff of the IAEA. It does not address
questions of responsibility, legal or otherwise, for acts or omissions on the part of any person.
The use of particular designations of countries or territories does not imply any judgement by
the publisher, the IAEA, as to the legal status of such countries or territories, of their
authorities and institutions or of the delimitation of their boundaries.
The mention of names of specific companies or products (whether or not indicated as
registered) does not imply any intention to infringe proprietary rights, nor should it be
construed as an endorsement or recommendation on the part of the IAEA.
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1. INTRODUCTION
1.1. Power Reactor Information System (PRIS)
PRIS is a comprehensive data source for nuclear power reactors in the world. It includes
specification and performance history data on operating reactors as well as reactors under
construction or reactors being decommissioned Ref. [1].
One of the most important purposes of the PRIS database is to provide data and tools for
nuclear power plant (NPP) overview, performance analyses, as well as trending and
benchmarking reactor units worldwide. To achieve this goal, various statistical functions and
reports have been included in PRIS.
The reactor specification data consist of basic information (location, operator, owner,
suppliers, milestone dates) and design technical characteristics. The performance data include
energy production and loss data as well as outage and operational function information.
Due to detailed classification of energy losses and comprehensive outage coding system,
(Ref. [2]), a set of internationally accepted performance indicators (Ref. [1]) are calculated
from the PRIS performance data. The indicators can be used for benchmarking, international
comparison or analyses of nuclear power availability, safety and reliability from reactor
specific, national or worldwide perspectives. These analyses can be utilized evaluating the
nuclear power competitive advantages compared with other power sources.
The reporting system, PRIS-Statistics, is a web-based oriented on-line application which
makes PRIS globally available. The user-friendly interface provides the opportunity to easily
generate both global and plant specific reports and graphs on nuclear energy status,
performance and trends. The status and performance reports help nuclear power plants with
safety performance analysis and nuclear industry with analysis of global trends and strategic
planning.
1.2. History of PRIS
PRIS was established in 1970. The database was computerized in 1981 with the first reporting
system (PRIS-PC) and on-line statistical reports generation introduced in 1993.
In 2003, the first version of a web-based application for statistical outputs was incorporated
into the Web-based Data Acquisition System (WEDAS). The first version had basic functions
of reactor grouping and included six statistical reports.
Interest in PRIS outputs has considerably increased in recent years. As a result, it has become
evident that further development of the PRIS-Statistics would be necessary to reach the
database’s full potential. Therefore, activities to improve the current PRIS-Statistics were
resumed in 2007. These activities resulted in an enhanced version, PRIS-Statistics, which is
now used as the main statistical tool of the PRIS database and a reference source for statistical
reports based on PRIS data.
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1.3. PRIS Data Model

FIG. 1-1. PRIS data structure.

Annual electricity production data is collected from each country with operating NPPs to
evaluate the nuclear share of countries’ total electricity production.
Reactor specific data consists of reactor specification and production data. Specification
information is updated whenever there is a change in any of the parameters. At a minimum,
data providers should verify the specification data annually.
Monthly production data refers to the plant availability data model (see Fig. 1-2). Electricity
production and plant unavailability related energy loss are reported in the monthly records.
Energy losses are also reported in the outage records using an outage coding system.
Available energy that is not supplied to the grid due to grid limitation is not reported in the
monthly records but recorded in the outage records.
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FIG. 1-2. Availability data model.
Each Member State with nuclear power plants is responsible for submitting authorized data
into PRIS using WEDAS. There is one PRIS Liaison Officer for each country. Each NPP
operating utility can nominate one data provider who is responsible for reporting the plant
specific data. The Liaison Officer supervises the data inputs within the country. In addition,
there are many accuracy checks within WEDAS that verify the accuracy of the data provided
by the Nuclear Power Plants.
1.4. PRIS Outputs
PRIS allows the user to have access to statistical reports and gives the user the ability to
analyse data using all nuclear reactor units in the world whether they are under construction,
operational, or have been permanently shut down. The most called upon data includes:









Reactor status overview;
Reactor status changes;
Historical development of nuclear power;
Nuclear Power Plant analyses using well defined and internationally accepted
performance indicators;
Industrial standards – quartiles, median, average;
Trend analyses;
Process of reactor decommissioning.

PRIS outputs are available in annual publications, on the PRIS public web-site, and to
registered users through on-line applications.
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The annual publication “Nuclear Power Reactors in the World” has been published since 1981
and provides an overview of power reactors by country, status and history. The publication
“Operating Experience with Nuclear Power Stations in Member States” has been published
since 1971 and consists of comprehensive information about operational performance for each
individual reactor unit.
Registered users have on-line access to PRIS through the web-based application PRISStatistics supporting statistical data reporting.
The PRIS web-site (www.iaea.org/pris) provides information and statistical reports to the
public.
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2. PRIS-STATISTICS APPLICATION
The PRIS reporting system, called PRIS-Statistics or PRISTA, is available for registered users
on the web address: http://prisweb.iaea.org.
PRIS Statistics have four main tabs:






Reactor Grouping - allows the user to create and save their own groups of nuclear
power reactors based on a preference for data analyses. For detailed information on
creating reactor groups, go to the “3. Reactor Groups” section of the manual.
Standard Reports - (default) – includes the report options for general reports. For
detailed information on each report, go to the “4. Standard Reports” section of the
manual.
Advanced Reports - includes the report options for more detail and specific reports
including outage based reports. For detailed information on each report, go to the “5.
Advanced Reports” section of the manual.
Map - provides a tool for visualising where power reactor sites are in the world using
Google map features.

2.1. Access to the Application
To
get
on-line
access
to
PRIS-Statistics,
the
Subscription
Form
(http://pris.iaea.org/PRIS/Downloads/PPC-INF.pdf) must be completed and sent to the IAEA
through the national authorities of its Member States. Government organizations and NPP
operators can send the application directly to the IAEA or to the PRIS administrator
(PrisAdmin@iaea.org). The access authorization is completed by the user receiving an ID and
password from the IAEA.
PRIS-Statistics application has four levels of access rights:
(1)
(2)
(3)
(4)

Basic level;
Non-nuclear organization level;
Nuclear industry level;
Governmental organizations and NPP owners and operators.

Statistical reports and details within the reports depend on the assigned level.
Basic level users can see Standard Reports with aggregated values and without plant specific
results. Users from non-nuclear organizations have all rights at the basic level, plus they have
Trend Reports available to them. Users from nuclear organizations can see plant specific
results and have access to Advanced Reports, except outage related reports. Users from
governmental organizations and utilities that operate or own NPPs have all reports available
to them including maps.
2.2. Guidelines on How to Generate Reports
Selecting a report in any category brings up to the parametrisation page where the user can
define choices, filters and parameters.
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FIG. 2-1. Example of a report interface
If necessary, additional information or instruction will appear between the title of the report
and the parameterisation page. The icon
appears at the top left hand corner of the margin.
It is important that the user read this message, as it will give the relevant information before
starting the parametrization of the required report. In some reports there is a warning (!)
message to provide important information before running the report.
To get more detailed guidelines for the report it is possible to use the function
on
the top right hand corner of the margin. This function provides the entire User Manual of
PRIS-Statistics in a new window. The report specific guidelines can be opened by clicking on
the icon .
Reactor group :
User can select one of the predefined group of reactors. (See “3 Reactor Groups”). Also
will confirm the group selected, or choose
from this parametrization page.

directly

If any group is assigned as a default group, it is predefined for the report. If not, the standard
choice “All reactors” is predefined.
Summaries:
In most reports it is possible to summarise results into sub-levels. Summaries should be
selected from the left box and transferred to the right box. When any of the summaries are
selected, the report provides results for the group and for specific reactors (if this choice is
available).

6

FIG. 2-2. Selection of Summaries.
Up to three Summaries can be selected. This enables aggregation of data in the report in
sections (one summary level), sub-sections (two and three summary levels). The rank of the
parameters selected will define the level of sectioning. The upper parameter will be the
highest section level.
To select a summary, click on the parameter and on the

button.

If several summaries are selected, rank can still be organized by clicking on the
up) or
(move down) buttons.

(move

Criteria:
Most of reports are annual reports; therefore, annual period specification is required. When
the report reflects the end of a particular year, the base year should be specified.
If the desired report is within a period, it should be specified by From/To Years. The system
allows the user to fill only the “From Year” and leave the “To Year” blank assuming that the
report covers for only one year.
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The “Show Reactor Details” checkbox (if available) provides the possibility to enable or
disable reactor specific data within the summaries breakdown. Ifthe box is not checked,the
report returns the aggregated data in accordance with the summaries chosen without the
reactor details.
The Planned Reactor report does not work with a year range, as the report only provides a list
of reactors currently registered in PRIS as planned.
Other filters and selections:
Other criteria specific to the selected report can be offered. Specifically, “Trends” in the
“Operational Data” category offers the possibility to generate a histogram for a chosen
performance indicator (as shown below, EAF as the example) with a choice of comparative
statistics within a reactor group (Median, Weighted Average or Best Quartile). A
comprehensive list of filters is used for outage related reports.

FIG. 2-3. Example of report criteria, filters, parameters and selections.
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The “Worldwide Statistics” reports have a very simplified criteria. Those reports do not work
with reactors groups (applied to all reactors), summaries and filters. The only parameter that
should be specified is a year. Tables offer data with comprehensive information relative to
the selected report type, for a defined year, for all worldwide reactors. These tables are
compatible with the tables in the annual publication “Nuclear Power Reactors in the World”.
2.3. Report Functions
All reports provide ZOOM, FIND, PRINT and EXPORT functions.
ZOOM function allows display control of the generated report.
PRINT function provides a user friendly printout of a report.
EXPORT function allows exporting of generated report into the following formats:





Acrobat (PDF)
Web Archive (HTML)
Excel (XLS)

Select one of the three options from the drop-down menu and select “Export”. The report is
transferred into the desired format and opened in the desired application. The report can be
saved in this format and customized further in Excel.

FIG. 2-4. Report EXPORT function.
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2.4. General Rules and Methods Used in Reports
Report specific conditions are described in each particular report guidelines. This section
refers to general conditions allied mainly to the performance indicator (PI) reports.
2.4.1. Criteria for Data Selection for PI Reports
Except for the scram rates (UA7 and US7) and LFH, which includes annual non-electrical
applications data, the performance indicators are calculated from monthly records. The
records are filtered to only include those months during which a reactor was in commercial
operation, i.e. the period from the reactor’s commercial date to its permanent shutdown date,
excluding periods of long-term shutdown.
The 15 day condition is applied to decide whether ‘borderline’ months, i.e. the months of the
commercial date, the long-term shutdown date, the restart date and the permanent shutdown
date, should be included in the calculation. The ‘borderline’ month is included when the
reactor was in commercial operation at least 15 days in the month. For instance: when
‘Commercial date’ is 25 April the data for April are not included in the calculation.
Reactors that were not operational for at least one month during the reporting period are
automatically excluded from the report.
In early years, there were gaps in production data. A criterion to determine whether data are
sufficient for selection and PI result calculation is the so-called “50% criterion”. Data are
considered sufficient if there are monthly production records for at least half of the required
months (during which a reactor was operational) in the reporting period.
When the PI report includes reactors with less than 100% completeness, a column ‘Data
Completeness’ is displayed showing percentage of available data. PI results related to
insufficient data are displayed in red as ‘not qualified’ and are not included in calculation of
aggregated values.
2.4.2. Methods Used for Group Statistics
Report statistics are aggregated for a chosen group of reactors (or all reactors) and for selected
summary levels.
Aggregated statistics include only results from ‘qualified’ reactors. Qualified reactors are
those reactors which performance data meets 50% criterion. When the number of qualified
reactors is less than the number of operated reactors, an extra column with number of
qualified reactors is shown in PI reports.
PRISTA reports contain the following statistics:
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Weighted average;
Median;
Best quartile;
Maximum/minimum;
Standard deviation.

A weighted average in PRIS is not calculated from individual PI results but as a group value.
Raw data from individual reactors are summarized and then the calculating formula is
applied.
For example, Load Factor for individual reactor (i) is defined as:
()=

()
× 100
()

Where EG(i) is electricity generated for the period and REG(i) is reference energy generated
for the period (capacity multiplied by hours in the period) of an individual (i) reactor.
The weighted average in PRIS is calculated as:

=

∑
∑

()
× 100
()

When all reactors from reported groups are operated during the entire selected period, the
PRIS weighted average is equivalent to:




Weighted average of individual PI results where weight is a reactor capacity – this
applies to performance indicators where REG is used as a denominator.
Weighted average of individual PI results where weight is a number of critical hours –
this applies to scram rate factors.

When operating time of individual reactors is different, the time in operation is an additional
weight in the PRIS weighted average.
Calculation of the median (centred value) is done on individual PI results using a standard
statistical function.
The quartile is also calculated using individual PI results. Contrary to the median, there are
different methods for quartile calculation. In PRIS, the Minitab method is used. The same
method is used by WANO. MS Excel, on the other hand, uses a ‘Freund and Perles’ method.
This can cause minor differences when the best quartile is recalculated for exportation to
Excel.
Maximum and minimum values are simply selections from individual PI results.
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3. REACTOR GROUPS
Managing reactor groups allows users to build groups of reactors which suit reporting needs.
The system allows a user to create an unlimited number of predefined groups which are
assigned only to the user who created the group.
When a group is created, it can be used for any report in the system. For instance, to group all
reactors that are in a specific country or all reactors with the same design characteristics, the
following will aid in creation of these groupings:
1. Select “Reactor Groups”

2.

Select “Add New Group”

3. Select the required parameters for the desired grouping. There are 2 tabs: “Basic Filters”,
“Design Filters” for selection criteria. Fill in all the information that is required for the
grouping. For more details about Design Characteristics, see Ref. [3].
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4. “Review & Save” helps to check the results of the chosen selections and filters. It also
gives the opportunity to exclude particular reactors from the group. When the list of
reactors satisfies all expectations, it can be saved with a specific name (Group Name) and
explanation notes placed in the “Group Description” field.
Note: A group could be either “Dynamic” or “Static”. The dynamic group is updated
automatically when any of filtering parameter is changed in PRIS. The static group, which
allows exclusion of individual reactors from the group, does not reflect any later changes in
filtering parameters. Nevertheless the static group can be refreshed manually using the
“Refresh” button.
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The system allows to select one group as a default group. The default group is the preselected
choice in report interface setting. To assign the group as a default, check the “Default Group”
box.
The system allows using the selected reactor group without its saving. When the list of
reactors is agreed it is possible to go directly to standard or advanced reports and generate
them for the unsaved group.
5. If the grouping saved successfully, it will receive a checkmark. If no checkmark is
received, more information is needed for the grouping.

6. Go back to “Reactor Groups” to view the new group created.
For each group there are two reports available:




“Reactor locations” shows all reactors from the group on a map
“View Reactors” provides sorting ability for the lists of reactors from the group
including icons for dashboard (for operational reactors only) basic information, design
characteristics and schematics.

Using Reactor Groups is essential for plant performance analyses and benchmarking.
Selection of relevant reactors into a group assures that reports compare pertinent information.
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4. STANDARD REPORTS
This chapter provides detailed information about the individual PRIS-Statistics reports. Each
report is introduced via a high-level description explaining the purpose of the report. Second,
the concept behind each report is explained in detail and the parameters to be provided by the
user are described. Third, the conditions applied to the PRIS data for calculating the statistics
presented in the report are explained. The condition section is relevant to advanced users who
want to know how certain numbers are calculated. Moreover, understanding these conditions
allows the user to understand differences between reports. Finally, the data sources for each
report are outlined.
The structure of this chapter follows the menu structure in PRISTA.
4.1. Specification Data
4.1.1. Status Report – Year-End Reactor Status
This report provides an overview of reactors in a selected life cycle status – from construction
through operation to permanent shutdown.

FIG. 4-1. Example of the Year-end Reactor Status Report.
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Concept:
–
–
–
–
–

–
–
–

The report provides information about all reactors in a given status in a year selected by
the user.
The report has two mandatory parameters: the base year for which the report shall be
generated and one or more reactor status to be considered.
The report can be generated for the current year and for historical years. By default, the
current year is selected as a base year.
The user must select at least one reactor status to be included in the report. By default, the
status “operational” is selected.
For reactors under construction, there are two options:

“Under construction (current and completed projects)” includes all reactors that
were under construction in the base year, excluding projects that were eventually
suspended or cancelled;

“Under construction (including cancelled/suspended)” includes all projects that
were under construction in the base year, regardless of whether they were
eventually completed or not.
Optionally, an age filter can be applied (to reactors in operation, in long-term shutdown or
in permanent shutdown), so that only reactors that were of a certain age in the base year
are considered.
Up to three levels of grouping (Region, Country, Location, Site, Type, and Age) can be
applied to the result set. A reactor can only appear in exactly one group in the result set.
The Show Reactor Details option returns specification data about individual reactors in
addition to summary-level results. Detailed information about each reactor includes basic
design information (e.g. type, model, RUP, etc.) as well as links to the Basic Information,
Design Characteristics and Schematics reports.

Condition:
–

For historical years, the report reflects reactor status and reference unit power (RUP) at
the end of the base year. In the current year, the latest situation is reflected.
– Reactors that were in a given status during the year but changed status before the end of
that year are not included in the report.
– For reactors under construction, the design net electrical capacity is used as RUP.
– For reactors in long-term shutdown, RUP is the net electrical capacity in the month
preceding the long-term shutdown.
– For reactors in permanent shutdown, RUP is the last-known net electrical capacity at the
point in time the reactor was shut down.
Data Selection:
–
–

–
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Reactor detail information is selected from the Reactor table of the PRIS database.
For reactors that have reached the “operational” status, RUP is selected from monthly
production data to reflect RUP revisions. The closest available match from the Annual
Electricity Reconstruction table is used. For planned reactors and reactors under
construction (including cancelled and suspended projects), design net electrical capacity
from the Reactor table is used.
When “age” is used as a filter or summary criterion, it means the age of a reactor at the
end of selected year.

–

As PRIS does not store historical status information about reactors, the status of a reactor
in a given year is determined from its current status as well as milestone dates available in
the Reactor table.

4.1.2. Status Reports – Reactor Status Change Report
This report provides an overview of reactors status changes during a given year. The status
changes considered by the report are construction starts, grid connections, permanent
shutdowns, long-term shutdowns and restarts after a long-term shutdown.

FIG. 4-2. Example of the Status Change Report.
Concept:
–
–
–
–
–
–

The report provides the number of reactors and total net electrical capacity of all reactors
within the selected type of status change in the reporting period.
The report can be generated for historical periods up to and including the current year. By
default, the report is generated for the current year.
If the user only enters a “from” year and leaves the “to” year of the reporting period blank,
the report is generated for one year, i.e. the “from” year.
Only one type of status change can be selected by the user (construction starts, grid
connections, permanent shutdowns, long-term shutdowns and restarts after a long-term
shutdown)
Up to three levels of grouping (Region, Country, Site, Type, and Year) can be applied to
the result set. A reactor can only appear in exactly one group.
The Show Reactor Details option returns specification data about individual reactors in
addition to summary-level results. Detailed information about each reactor includes basic
design information (e.g. type, model, RUP, etc.) as well as links to the Basic Information,
Design Characteristics and Schematics reports.

Condition:
–

The Reference Unit Power (RUP) is calculated in the following way:
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For construction starts and grid connections: design net electrical capacity is used.
If the design capacity is unavailable (0), the latest net electrical capacity from the
Reactor table is used.
For permanent shutdowns: the latest net electrical capacity from the reactor table is
used. If the latest capacity is unavailable (0), the design net electrical capacity is
used.
For long-term shutdowns and restarts: the last known net electrical capacity before
the long-term shutdown from the Annual Electricity Reconstruction table is used.

Data Selection:
–
–

Reactor detail information is from the Reactor table of the PRIS database.
The report determines the date of a status change based on:

The reactor’s current status;

The relevant dates in the Reactor table (construction date, grid date, shutdown
date);

Information on long-term shutdowns (Long-term Shutdown Details table).

4.1.3. Status Report – Planned Reactors
This report lists all reactors that are currently reported as "planned" for construction.

FIG. 4-3. Example of the Planned Reactor Report.
Concept:
–
–
–
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The report can only be generated for the current year.
The report calculates the total net electrical capacity and the number of the reactors
included in the report.
Up to three levels of grouping (Region, Climatic Zone, Country, Location, Site, and Type)
may be applied to the result set. A reactor can only appear in exactly one group in the
result set.

–

The Show Reactor Details option returns specification data about individual reactors in
addition to summary level results. Detailed information about each reactor includes basic
design information (e.g. type, model, operator, RUP, etc.) as well as key milestone dates
(construction date, commercial date, shutdown date).

Condition:
–

Design net capacity is used as RUP.

Data Selection:
–
–

Reactor detail information is selected from the Reactor table.
The report uses the same selection criteria as the Year-End Reactor Status report. The
“base date” uses all reactors in “planned” status up to 31 December of the current year.

4.1.4. History – Year-end Reactor Status Trends
This report displays the historical evolution of either the number of reactors in a selected
status or their total net electrical capacity. Yearly totals are displayed as a bar chart and as a
data table.

FIG. 4-4. Example of the Year-end Reactor Status Trend Change Report.
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Concept:
–

The report can be generated for historical periods up to and including the current year. By
default, the report is generated for the current year.
– If the user enters a “from” year and leaves the “to” year of the reporting period blank, the
report is generated for one year, i.e. the “from” year.
– The user has to select one reactor status as a filter. Only reactors that were in the chosen
status for at least one year during the reporting period are included in the report. The
default selection is the status “Operational”.
– For reactors under construction, there are two options.

“Under construction (current & completed projects)” includes all reactors that
were under construction in the base year, excluding projects that were eventually
suspended or cancelled.

“Under construction (incl. Cancelled/Suspended) includes all projects that were
under construction in the base year, regardless of whether they were eventually
completed or not.
– Up to three levels of grouping (Region, Climatic Zone, Country, Location, Site, Type, and
Age) may be applied to the result set. A reactor can only appear in one group in the result
set.
– The user has the choice of three summary options:

Number of reactors: the bar chart illustrates the total number of reactors in the
chosen status for each year in the reporting period. Summary level information in
the data table includes the number of reactors for each group, for each year.

Net electrical capacity: the bar chart illustrates the total net electrical capacity of
reactor units (MWe) in the chosen status for each year in the reporting period.
Summary level information in the data table includes the total net electrical
capacity of reactor units for each group, for each year.

Number of reactors and net electrical capacity: the bar chart illustrates the total
number of reactors in the chosen status for each year in the reporting period.
Summary level information in the data table includes the number of reactors and
the total net electrical capacity for each group, for each year.
– The Show Reactor Details option includes reactor level information in addition to
summary level results. Detailed information includes the name and net electrical capacity
of each reactor unit in the reporting period.
Condition:
–
–
–
–

A maximum of 20 years can be specified for the reporting period.
The report reflects reactor status and Reference Unit Power (RUP) at the end of each year
for historical years. For the current year, it reflects the latest situation.
Data is only provided for those years, in which a reactor was in the selected status at the
end of the year. For all other years in the report, reactor level information is left blank and
the reactor is not counted in yearly totals.
When age is selected in summaries, the current age of the reactor is applied in the report.

Data Selection:
–
–
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Reactor detail information is from Reactor and Site tables of the PRIS database.
For operational reactors, RUP is selected from monthly production data to reflect RUP
revisions. The closest available match from the Annual Electricity Reconstruction table is
used for that purpose.

–
–
–

For reactors under construction (including cancelled and suspended projects), design net
electrical capacity from the Reactor table is used.
For reactors in long-term shutdown, the last net electrical capacity before the shutdown is
used for all reporting years.
For permanently shut down reactors, the last net capacity before the shutdown is used as
RUP for all reporting years.

4.2. Operational Data
4.2.1. Production Data – Electricity Supplied
This report calculates the total amount of electricity supplied to the grid (in gigawatt-hours)
by all reactor units that were operational during the reporting period.

FIG. 4-5. Example of the Electricity Supplied Report.
Concept:
–

The report provides the sum of electricity supplied (net generation) for all reactor units
that were operational during the reporting period chosen by the user.
– The report can be generated for historical periods up to and including the current year. By
default, the report is generated for the previous year.
– If the user only enters a “from” year and leaves the “to” year of the reporting period blank,
the report is generated for one year, i.e. the “from” year.
– Up to three levels of grouping (Region, Climatic Zone, Country, Location, Site, Type,
Age, and Year) may be applied to the result set. When grouping by year or age, a reactor
may appear in several/all groups of the result set.
– The Show Reactor Details option includes reactor level information in addition to
summary level results. Detailed information includes the name, type, model and net
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electrical capacity of each reactor unit in addition to the electricity supplied throughout the
reporting period.
Condition:
–
–
–

–
–
–

Only reactors that were operational for at least one month during the reporting period are
included in the report.
Electricity supplied is calculated for the period between the reactor’s grid connection
(including trial operation) and its permanent shutdown, excluding periods of long-term
shutdown.
When data are not complete for a reporting period a ‘Data Completeness’ indicator by
percentage is shown. The percentage value is calculated as the number of months for
which data is available in relation to the number of months during which a given reactor
was operational during the reporting period. Therefore, completeness of less than 100%
indicates that the total electricity supplied during the reporting period is likely to be higher
but that data collection is still incomplete.
RUP of individual reactor units is the RUP at the end of the reporting period
When the report is grouped by age instead of year, the age of each reactor is calculated
from the end of the reporting period.
When the report is grouped by age and year in combination, the age of each reactor is
calculated for each reporting year. Therefore, reactors are likely to appear in several
age/year groups.

Data Selection:
–
–

–

Reactor detail information is from the Reactor and Site tables of the PRIS database.
The calculation of electricity supplied is based on monthly production records between a
reactor’s grid date and its shutdown date, excluding periods of long-term shutdown.
Reactors that were not operational during at least one month during the reporting period
are excluded from the report.
When calculating summaries (i.e. when grouping is selected), the electricity supplied by
all reactor unit s within a group is considered independently of the data completeness.
Data completeness for each group is calculated on a monthly basis and not as an average
of the reactor level values.

4.2.2. Production Data - Lifetime Electricity Supplied
This report calculates the lifetime electricity supplied (in Terawatt-Hours) for all reactor units
that were operational in the reporting year. Lifetime electricity supplied is defined as the total
amount of electricity supplied by a reactor unit from its first grid connection to its permanent
shutdown, excluding periods of long-term shutdown.
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FIG. 4-6. Example of the Lifetime Electricity Supplied Report.
Concept:
–
–
–
–

The report has only one mandatory parameter: the base year for which the report is
generated.
The report can be generated for the current year and for historical years. By default, the
current year is selected.
Up to three levels of grouping (Region, Climatic Zone, Country, Location, Site, Type, and
Age) can be applied to the result set. A reactor can only appear in one group of the result
set.
The Show Reactor Details option returns specification data about individual reactors in
addition to summary level results. Detailed information about each reactor includes basic
design information (e.g. type, model, RUP, etc.) as well as links to the Basic Information,
Design Characteristics and Schematics reports.

Condition:
–

For each reactor, as well as for group and report level totals, the report calculates the
amount of electricity supplied in the reporting year (“annual electricity supplied”)
– For each reactor included in the report, as well as for group and report level totals, the
report calculates the total amount of electricity supplied during the reactor’s lifetime up to
the end of the reporting year (“lifetime electricity supplied”)
– If data collection for the reporting year is incomplete, “DI” (= “data insufficient”) is
displayed instead of the annual electricity production value. The rule applied to determine
whether data is sufficient is the “50% criterion”. Data is considered sufficient if there are
monthly production records for at least half of the months during which a reactor was
operational during the reporting year.
– RUP for individual reactor units is the RUP at the end of the base year.
Data Selection:
– Lifetime and annual electricity supplied are selected from the Annual Production table.
– RUP is calculated following the same logic as the Year-end Reactor Status report.
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4.2.3. Production Data – Reactor Dashboards
This report is highly informative, combining specification and production data about a
particular reactor on a single page. The following data are included in the dashboard:
–
–

–
–
–
–
–

Unit picture (right upper corner).
Basic information:

Reactor type and model;

Latest thermal, gross and net electrical power (RUP) in MW(e);

Design net electrical capacity in MW(e);

Key lifecycle dates (construction date, grid connection, commercial date).
Design Characteristics (selected characteristics).
Operating History.
Performance indicators for 10 years and lifetime.
Energy Availability Trends for the reactor in relation to the world median and top quartile
(chart).
Causes of grid disconnection in the past 5 years (pie chart; distribution of causes by full
outage duration).

FIG. 4-7. Example of the Dashboard Report.
Concept:
–
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The report can be generated for any reactor group or for all reactors. However, it is
recommended to select a small reactor group in order to avoid long processing time.

–
–

The report provides a one-page summary of PRIS information about each reactor in the
selected group.
The report is only applicable to operational reactors.

Condition:
–

The report includes all reactors in the selected group that were operational up until the
current year.
– The latest available data are used for the dashboard statistics.
Data Selection:
–

Reactor dashboard information is from reactor specification data, design characteristics,
monthly production data, outage data and other information extracted from the PRIS
database.

4.2.4. Performance Indicators
The Performance Indicator (PI) reports series comprises 13 reports:
–
–
–
–
–
–
–
–
–
–
–
–
–

Energy Availability Factor (EAF)
Energy Unavailability Factor (EUF)
Planned Unavailability Factor (PUF)
Unplanned Unavailability Factor (UUF)
External Unavailability Factor (XUF)
Unit Capability Factor (UCF)
Unplanned Capability Loss Factor (UCL)
Forced Loss Rate (FLR)
Load Factor (LF)
Operating Factor (OF)
Unplanned Automatic Scram Rate (UA7)
Unplanned Scram Rate (US7)
Load Factor including Heat (LFH) – Non-electrical applications data

For a selected group of reactors, the report calculates the relevant performance indicator for a
period of one or several consecutive calendar years.
Detailed definitions of the performance indicators are provided in the PRIS Ref. [1].
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FIG. 4-8. Example of the Performance Indicator Report.
Concept:
–
–
–
–
–
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The report provides performance indicator values as weighted average, median, best
quartile, minimum value and standard deviation for a chosen reactor group.
The complex information is included in the multiple summary levels it supports. Up to
three summary levels enable the user to generate insightful statistics, i.e. by country,
reactor type or year.
The only mandatory parameter for the report is the reporting period (“from” and “to”
year). The report may be generated for historical periods up to and including the previous
year. By default, the previous year is selected as a reporting period.
Up to three levels of grouping (Region, Climatic Zone, Country, Location, Site, Type,
Age, and Year) can be applied to the result set. If age and/or year are selected, any given
reactor may be listed in several summary groups.
The Show Reactor Details option provides reactor level performance indicator values in
addition to summary level results. Detailed information about each reactor also includes
basic specification information, i.e. name, type, model and RUP in the relevant reporting
year.

Condition:
–
–
–
–
–

–
–
–

Except for the scram rates (UA7 and US7) and Load Factor including Heat (LFH), that are
calculated from annual production data, the performance indicator values are calculated
from monthly production records.
Monthly production records are filtered to include only months that a reactor was
operational, i.e. the period from the reactor’s commercial date to its permanent shutdown
date, excluding periods of long-term shutdown.
Reactors that were not operational for at least one month during the reporting period are
automatically excluded from the report.
The 15-day condition is applied to decide whether “borderline” months (the months of the
commercial date, the long-term shutdown date, the restart date and the permanent
shutdown date) should be included in the calculation.
For periods/years that data collection is not completed or data is missing, an additional
data completeness indicator in percent is displayed. It is calculated as a ratio of number of
months that data is available to the number of months a reactor was operational. The data
completeness indicator helps the user interpret the reliability/accuracy of the performance
indicator values.
On the summary and report total levels, only reactors that have data completeness > 50%
are considered (“qualified reactors”). The qualified reactors column indicates how many
reactors out of the operational reactors were considered for summary/totals calculation.
Reference Unit Power (RUP) refers to the net electrical capacity at the end of the final
year of the reporting period (unless grouping by year is selected). In the current year,
RUP reflects the latest situation.
“Age” in the summaries refers to a reactor’s age at the end of the reporting period, except
when age and year are both selected. In this case, age is calculated separately for each
year in the reporting period.

Data Selection:
–
–

Reactor detail information is selected from the Reactor table.
RUP is taken from the monthly production tables. For historical years without production
data RUP is reconstructed by closest available production data or by information in the
reactor table.

4.2.5. Trends – Performance Indicators
This report illustrates the historical evolution of performance indicator values over the years.
Performance indicator values for each year in the reporting period selected by the user are
calculated and displayed as a bar chart, with the data table.
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FIG. 4-9. Example of the Performance Indicator Trend Report.
Concept:
–

This report provides the evolution of performance indicator values for a chosen group of
reactors.
– The report has three mandatory parameters:
 The reporting period (“from” year – “to” year. A period of up to 20 years can be
selected. The default selection is the previous year.
 The performance indicator (EAF, LF etc.) to be calculated.
 The statistical value to be used for calculation (weighted average, median, best
quartile).
– Up to three levels of grouping (Region, Climatic Zone, Country, Location, Site, Type, and
Age) can be applied to the result set. When grouping by age is selected, a given reactor
will appear in different age groups for each reporting year.
– The Show Reactor Details option provides reactor level performance indicator values in
addition to summary-level results.
Condition:
–
–
–
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A maximum of 20 years can be specified for the reporting period.
Performance indicator values are calculated in the same manner as for the corresponding
Performance Indicator report.
Only reactors with at least 50% data completeness are taken into account. The number of
reactors in the PI Trend report is akin to the number of qualified reactors in the PI report.

–

This number can be lower than the number of reactors that were operational during a
reporting year.
Grouping by age refers to a reactor’s age at the end of each reporting year.

Data Selection:
–

Refer to the Performance Indicator report for more information about data selection.

4.2.6. Trends – Operated Reactors
This report illustrates the number of operated reactors and/or their total net electrical capacity
over a selected period. In contrast to the Year-end Reactor Status Trends report, the Operated
Reactors report considers all reactors that were operational for at least one day during a
reporting year.

FIG. 4-10. Example of the Operated Reactor Trend Report.
Concept:
–

The report contains all reactors that were operated for at least one day in one of the years
of the reporting period.
– The report can be generated for historical periods up to and including the current year. By
default, the report is generated for the current year.
– If the user only enters a “from” year and leaves the “to” year of the reporting period blank,
the report is generated for one year, i.e. the “from” year.
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–
–

–

Up to three levels of grouping (Region, Climatic Zone, Country, Location, Site, Type, and
Age) may be applied to the result set. A reactor can only appear in exactly one group in
the result set.
The user has the choice of three summary options:
 Number of reactors: the bar chart illustrates the total number of operational
reactors for each year in the reporting period. Summary level information in the
data table includes the number of reactors for each group, for each year.
 Net electrical capacity: the bar chart illustrates the total net electrical capacity of
operational reactor units (MWe) for each year in the reporting period. Summary
level information in the data table includes the total net electrical capacity of
reactor units for each group, for each year.
 Number of reactors and net electrical capacity: the bar chart illustrates the total
number of operational reactors for each year in the reporting period. Summary
level information in the data table includes the number of reactors and the total net
electrical capacity for each group, for each year.
The Show Reactor Details option includes reactor level information in addition to
summary level results. Detailed information includes the name and net electrical capacity
of each reactor, for each year in the reporting period.

Condition:
–

–

–
–
–
–
–
–
–

The difference between status year-end report for operational reactors and operated
reactor reports should be well understood. “Operational reactors” in the year-end status
report are those reactors that were in operation at the end of the year. “Operated reactors”
in this report are reactors that were in operation at any time during the year. As a result,
this report also considers reactors that were operated but were shutdown (permanently or
long-term) during the year.
For some years there is a difference in reactor numbers in “Electricity Supplied” and
“Performance Indicator” reports because electricity supplied is reported from the “Grid
Date” (first connection of the reactor unit to the grid) while PI reports are calculated for
commercial operation (from the “Commercial Date”). In some cases a reactor unit was
connected to the grid (and supplied electricity) in the reported year but started commercial
operation in a following year (or later). Therefore, the reactor is included in operated
reactors but not in PI reports of that year.
A maximum of 20 years can be specified for the reporting period.
The report reflects individual reactor units and their RUP at the end of a selected year. In
a case of current year it reflects the latest situation.
Reactors in long-term shutdown are not queried in the report.
Results in this report can differ from status year-end reports which reflect situation at the
end of a year. Reactors shut down (permanently or into long-term shutdown) during a year
are counted in the operated reactor reports but not in year-end reports.
A reactor is considered in operation from the Grid Date. Number of reactors in this report
can differ from the PI report which includes only reactors in commercial operation.
RUP relates to the end of each particular year.
Age in “Summaries” relates to each particular year.

Data Selection:
–
–
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Reactor detail information is from reactor and site tables of the PRIS database.
RUP is calculated from monthly production data to reflect RUP revisions. The closest
available match from the Annual Electricity Reconstruction table is used.

4.3. Worldwide Statistics – Tables
The 25 reports/tables in the Worldwide Statistics section provide a global overview of nuclear
power. They are equivalent to the tables published in the IAEA annual publication, “Nuclear
Power Reactors in the World” (RDS-2). The last number of the following subchapters
corresponds to the number of the table in RDS-2.
Concept:
–
–

The reports are applied to all reactors worldwide. As a consequence, reactor group
selection is not available.
The only report criterion is “base year” for the report. By default, the previous year is
selected. Three reports (scheduled connections to the grid, planned reactors, and
decommissioning process/decommissioned) do not require a base year selection.

Condition:
–

The reports query all reactors in the world.

4.3.1. Reactor Overview and Nuclear Share (Table 1)
This report provides an overview by country of the reactors under construction, in operation
and in long-term shutdown in a given year. In addition, it includes information about the total
nuclear energy production [TW·h] and the nuclear energy share [%] of each country.

FIG. 4-11. Table 1 Report.
Condition:
–

The nuclear energy production for each country is calculated from monthly production
data. It includes data for all months of a reactor’s operation from grid connection to
shutdown, excluding periods of long-term shutdown.
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–

The nuclear energy share is calculated as a percentage of nuclear energy production / total
production and is based on country annual data.
– Reactor data is calculated as follows depending on a reactor’s status:
 Reactors under Construction:
When generated for the current year, the report considers only reactors that are
currently “under construction”. When generated for a past year, the report
determines whether a reactor was under construction in the reporting year by
considering its current status, construction date and grid date.
Note: The report does not consider reactors in current status “cancelled
construction” or “suspended construction”, even if they might have been under
construction in the reporting year.
 Operational Reactors:
When generated for the current year, the report considers only reactors that are
currently “operational”. When generated for a year in the past, the report considers
reactors that have been operational at the end of the reporting year.
 Reactors in Long-term Shutdown:
A reactor is considered to be in long-term shutdown if the long-term shutdown
started before December of the reporting year and did not end before January of
the following year.
– Net electrical capacity is calculated as follows for different reactor status:
 Reactors under Construction:
The design net electrical capacity is used.
 Operational Reactors:
Capacity in the year of the report, reconstructed from historical data (or the latest
net electrical capacity if the report is generated for the current year).
 Reactors in Long-term Shutdown:
Capacity in the month before the long-term shutdown (reconstructed from monthly
production data). The latest net electrical capacity is used if the capacity
immediately before the shutdown is not available.
Data Selection:
–
–

Depending on reactor status, RUP is selected from the Annual Electricity Reconstruction,
Monthly Production or Reactor table (see above).
Energy production and nuclear energy share are calculated from data in the Country
Annual table.

4.3.2. Operational Reactors by Type (Table 2)
This report provides an overview of the number of operational reactor units and their total net
electrical capacity by country and by reactor type.
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FIG. 4-12. Table 2 Report.
Condition:
–

When generated for the current year, the report only considers reactors that are currently
in the status “operational”.
– When generated for a year in the past, the report considers reactors that have been
operational at the end of the reporting year by applying the following conditions:
 The reactor is currently in the status “operational”, “long-term shutdown” or
“permanent shutdown”.
 Its grid date is in or before the reporting year.
 Its permanent shutdown date is past the reporting year.
 It was not in long-term shutdown in December of the reporting year.
– Capacity is calculated as follows:
 Capacity in the year of the report (by default);
 Latest net electrical capacity if the capacity in the year of the report is not
available;
 Or design net electrical capacity.
Data Selection:
–
–

Reactor basic information, including country and type are selected from the Reactor table.
RUP is selected from the Annual Production table, if available, or from the Reactor table.

4.3.3.

Reactors Under Construction by Type (Table 3)

This report provides an overview of the number of reactors under construction and their total
net electrical capacity by country and by reactor type.
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FIG. 4-13. Table 3 Report.
Condition:
–

When generated for the current year, the report considers only reactors that are currently
in the status “under construction”.
– When generated for a year in the past, the report determines whether a reactor was under
construction in the reporting year by considering the reactor’s current status, its
construction date and its grid date. It includes reactors:
 In the status “under construction”, “operational”, “long-term shutdown” and
“permanent shutdown” if the reporting year is between the year of the construction
date and the year of the grid date.
 In the status “suspended construction” and “cancelled construction” if the date of
cancellation/suspension (shut-down date) is past the reporting year.
– Capacity is the design net electrical capacity.
Data Selection:
–

All information in this report is selected from the Reactor table.

4.3.4. Reactor-Years of Operation (Table 4)
This report provides an overview by country of the reactors contributing to operating
experience (in operation, in long-term shutdown and in permanent shutdown) up to the end of
a reported year. The report includes the total operating experience (in years and months) per
country.
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FIG. 4-14. Table 4 Report.
Condition:
–

The number and capacity of operational reactors and reactors in long-term shutdown are
calculated following the same rules as Table 1 (Reactor Overview and Nuclear Share).
– The rules applied for selecting reactors in permanent shutdown are:
 When generated for the current year, the report considers only reactors that are
currently in status “shutdown”.
 When generated for a year in the past, the report considers reactors that are
currently in status “permanent shutdown” and their shutdown date is in or before
the reporting year.
– The basic rule for calculating the operating experience in months per reactor is to count
the number of months that a reactor was operational for at least one day, i.e. from its grid
date to its permanent shutdown date, excluding periods of long-term shutdown.
– The operating experience includes the months of the grid date, long-term shutdown and
restart date and the permanent shutdown date.
Data Selection:
–

Operating experience is calculated from the dates in the Reactor table and does not rely on
production data.

4.3.5. History of Operating Reactors (Table 5)
This report displays the number of operating reactor units and their net electrical capacity per
country for the past 30 years. It provides a snapshot view of reactor count and capacity in five
year intervals, in addition to data for the reporting year and the previous year.
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FIG. 4-15. Table 5 Report.
Condition and Data Selection:
The number of reactors and the capacity of operational reactors are calculated in the same
way as Table 1. The report is thus equivalent to the “operational” reactors column in Table 1,
as if the report for Table 1 were generated for each particular year in Table 5.
4.3.6. History of Electricity Production (Table 6)
This report displays the history of annual nuclear energy production and nuclear energy share
per country for the past 30 years. It provides a snapshot of energy production [TWh] and
nuclear energy share [%] in five year intervals up to the reporting year.

FIG. 4-16. Table 6 Report.
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Condition and Data Selection:
The report uses the same formulas and conditions for nuclear share that are used in Table 1.
The energy production and nuclear energy share values in particular years are thus equivalent
to Table 1 for those years.
4.3.7. Historical Development (Table 7)
This report presents the number of construction starts, grid connections and operational
reactors for each year since 1954.

FIG. 4-17. Table 7 Report.
Condition:







Construction starts are counted in the year of a reactor’s construction date.
Grid connections are counted in the year of a reactor’s grid date.
Operational reactors are counted in any year from the year of their grid date to the year
preceding their shutdown date; excluding years of long-term shutdown (see Table 1 for
more details).
The capacity for reactor units with construction starts and connection to the grid is the
design net capacity.
The capacity column for operational reactor units is the total net electrical capacity of all
units that were operational in a given year.

Data Selection:


If available, RUP for operational reactor units is selected from the Annual Electricity
Reconstruction table. Alternatively, the latest net electrical capacity from the Reactor
table is used.
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4.3.8. Construction Time Span (Table 8)
This report provides a historical overview of the number of reactor units connected to the grid
during the past 35 years, in five year periods. For each country and five year period, the
number of reactor units connected to the grid is given, together with the median construction
time span for the reactors in months.

FIG. 4-18. Table 8 Report.
Condition:





The construction time span for each reactor is calculated as the difference in months
between a reactor’s construction date and its grid date, excluding periods during which
construction was suspended.
The months of the construction start and grid connection are included in the time span, as
are the months of the construction suspension and restart (where applicable).
Each reactor is counted in the time interval when it was connected to the grid (grid date).

Data Selection:


All data required for the report is selected from the Reactor and Long-term Shutdown
Details tables.

4.3.9. Construction Starts (Table 9)
This report lists all reactors that began construction in a selected reporting year.
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FIG. 4-19. Table 9 Report.
Condition:




A reactor is included in the report if it is currently under construction, operational, in longterm shutdown or in permanent shutdown, and if its construction start date falls within the
reporting year.
Net electrical capacity is the design net electrical capacity.

4.3.10. Connections to the Grid (Table 10)
This report lists all reactor units that were connected to the grid in a given reporting year.

FIG. 4-20. Table 10 Report.
Condition:



A reactor is included in the report if it is currently operational, in long-term shutdown or
in permanent shutdown, and its grid date falls within the reporting year.
Net electrical capacity is the design net electrical capacity.
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4.3.11. Scheduled Connections to the Grid (Table 11)
This report lists all reactor units that are scheduled to be connected to the grid in the current
calendar year.

FIG. 4-21. Table 11 Report.
Condition:




The report can only be generated for the current year (no historical information available).
The report includes all reactors with a planned grid date or in absence of a grid date
(commercial date) in the current year.
Net electrical capacity is the design net electrical capacity from the Reactor table or the
latest net electrical capacity if the design has been modified.

4.3.12. Planned Reactors (Table 12)
This report lists all reactors that are in “planned” status in the reporting year. It can only be
generated for the current calendar year.
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FIG. 4-22. Table 12 Report.
Condition:



The report includes all reactors that are currently in “planned” status.
Net electrical capacity is the design net electrical capacity from the Reactor table or, if
unavailable, the latest net electrical capacity from the Reactor table.

4.3.13. Reactors under Construction (Table 13)
This report lists all reactors that are/were under construction in the reporting year.
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FIG. 4-23. Table 13 Report.
Condition:





When generated for the current year, the report includes all reactors that are currently in
“under construction” status.
For any year in the past, the report includes reactors in status “under construction”,
“operational”, “long-term shutdown” and “permanent shutdown”, for which construction
started in or before the reporting year and were not yet connected to the grid in the
reporting year.
Net electrical capacity [MW] is the design net electrical capacity from the Reactor table
or, if unavailable, the latest net electrical capacity from the Reactor table.

Data Selection:


All data for this report is selected from the Reactor table.

4.3.14. Operational Reactors (Table 14)
This report lists all reactors that are in operation in the reporting year with basic design
information as well as performance indicators (EAF, UCF) for the past decade.
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FIG. 4-24. Table 14 Report.
Condition:






When generated for the current calendar year, the report includes all reactors that are
currently in “operational” status.
When generated in a past year, the report includes all reactors that were in commercial
operation for at least one day during the year concerned. The following criteria are
applied:
 The reactor is currently in “operational”, “long-term shutdown” or “permanent
shutdown” status.
 The reporting year is between the reactor’s commercial date (inclusive) and
shutdown date (exclusive).
 The reactor is not in long-term shutdown in December of the reporting year.
Net electrical capacity is the reactor unit’s capacity in the reporting year, calculated from
monthly production data.
Performance indicators are calculated from monthly production data for a selected number
of years. Only operational (excluding long-term shutdowns) months are considered. The
15 day condition for borderline months is applied.

Data Selection:




All reactor related columns are selected from the Reactor table, except for net electrical
capacity.
Net electrical capacity is selected from Annual Electricity Reconstruction; if no value is
available, the latest net electrical capacity from the Reactor table is used.
Performance indicator values rely on data in the Monthly Production table.
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4.3.15. Reactors in Long-Term Shutdown (Table 15)
This report lists all reactors that are in long-term shutdown at the end of the reporting year.

FIG. 4-25. Table 15 Report.
Condition:





This report includes all reactors that are in long-term shutdown (LTS) at the end of the
reporting year.
The report includes reactors in “operational”, “long-term shutdown” and “permanent
shutdown” status. LTS date is in or before the reporting year and LTS restart date is not
in the reporting year.
Net electrical capacity is the net electrical capacity in the month before the long-term
shutdown date.

Data Selection:


Net electrical capacity before the LTS is selected from the Monthly Production table, if a
record for the month before the LTS is available. Otherwise, the latest net electrical
capacity recorded in the Reactor table is used.

4.3.16. Reactors in Permanent Shutdown (Table 16)
This report lists all reactors that are in permanent shutdown at the end of the reporting year.
The results are grouped by country.
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FIG. 4-26. Table 16 Report.
Condition:



The report lists all reactors in “shutdown” status that shut down in or before the reporting
year.
Net Capacity is understood to be the net electrical capacity in the last month the reactor
was operational i.e. the month preceding the permanent shutdown date.

Data Selection:



All information except for net electrical capacity [MW] is selected from the Reactor table.
Net electrical capacity before the permanent shutdown is selected from the Monthly
Production table, if a record for the month before the shutdown is available. Otherwise,
the latest net electrical capacity recorded in the Reactor table is used.

4.3.17. Decommissioning Process/decommissioned (Table 17)
This report provides information on all reactors that are in the decommissioning process or
that have been already decommissioned. For each reactor the following results are grouped
by country: shutdown date, shutdown reason, decommissioning strategy, current
decommissioning phase, current fuel management phase, decommissioning licensee and
decommissioning license termination.
The table is complete with a legend of decommissioning process terms.
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FIG. 4-27. Table 17 Report.
Condition:


The report includes reactor units that have been shutdown in or before the reporting year
and have decommissioning information published.

Data Selection:


Information for this report is extracted from the Reactor table as well as the
decommissioning tables in PRIS.

4.3.18. Performance Indicators (Table 18)
This report presents average performance indicators by reactor category for the three year
period up to the reporting year.
The performance indicators included are:
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Energy availability factor (EAF);
Planned Capability Loss Factor (PCL);
Unit Capability Factor (UCF);
Forced Loss Rate (FLR);
Operating Factor (OF);
Load Factor (LF).

FIG. 4-28. Table 18 Report.
Condition:










When the report is generated for the current calendar year, it includes all reactors that are
currently in “operational” status.
When generated for a past year, the report includes all reactors that are in commercial
operation for at least one day during the three year reporting period. The following criteria
are applied:
 The reactor is currently in “operational”, “long-term shutdown” or “permanent
shutdown” status.
 The reporting year is ≥the reactor’s commercial date.
 The shutdown date is ≥ the first year of the three year reporting period.
 The reactor is not in long-term shutdown in December of the reporting year.
Reactors are divided into categories according to their reactor type (PWR, BWR, PHWR,
LWGR, GCR, and FBR) and their capacity (< 600 MWe, ≥ 600 MWe and all of them).
To split reactors into categories according to their net electrical capacity, the capacity in
the last year of the reporting period is used. In absence of the relevant value, the latest
capacity from the Reactor table is used.
Performance indicators are calculated from monthly production data. Only months that a
reactor was in commercial operation are considered i.e. months from the reactor’s
commercial date to its shutdown date, excluding periods of long-term shutdown and
applying the 15 day condition.
The performance indicator values are weighted averages, weighted by reactor unit
capacity and the number of months in operation during the reporting period for each
reactor.

4.3.19. Full Outage Statistics (Table 19)
This report provides statistics about full outages, i.e. outages causing reactor units to be
disconnected from the grid. The distribution percentage of planned, unplanned and external
full outages is provided per reactor category, along with the total number of full outage hours
per operating experience year.

47

FIG. 4-29. Table 19 Report.
Condition:









When generated for the current calendar year, the report includes all reactors that are
currently in “operational” status.
When generated in a past year, the report includes all reactors that are in commercial
operation in the reporting year, according to the following criteria:
 The reactor is currently in “operational”, “long-term shutdown” or “permanent
shutdown” status.
 The reactor started commercial operation before or in the reporting year.
 If the reactor is currently shutdown, the year of the shutdown is past the reporting
year.
 The reactor was not in long-term shutdown in December of the reporting year.
Reactors are split into categories following the same criteria as in Table 18.
The full outage hours per operating experience year are calculated as the ratio of full
outage hours of all reactors in a category to the number of reactors in that category. The
exact number of months each reactor was operational during the reporting year is not
taken into account.
The report considers all full outages that started in the reporting year. Note: This may
include outages during a reactor’s trial period or during a long-term shutdown.
All full outages that are coded anything but “planned (P) or unplanned (U)” are
considered to be external.

Data Selection:
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All outage data is selected from the Outages table. The outage type code is used for outage
breakdown.



The Annual Electricity Reconstruction and/or Reactor tables are used to determine the net
electrical capacity of reactors that are used for reactor classification.

4.3.20. Direct Causes of Full Outages – Annual (Table 20)
This report examines the direct causes of planned and unplanned full outages in a selected
reporting year. Energy loss [GWh] and operating hours lost are calculated for each outage
cause in absolute numbers and percentages.

FIG. 4-30. Table 20 Report.
Condition:









The report only considers planned and unplanned full outages (outages codes PF and UF).
The report calculates the total energy and time lost for planned and unplanned full outages
during the reporting year. In addition, it presents the percentage distribution of energy
and time lost due to the different outage causes.
The report considers reactors that are in operation in the reporting period, according to the
following rules:
 The reactor unit is connected to the grid within or before the reporting year.
 If the reactor is shut down, it was shut down within or after the reporting year.
The report considers outages starting from the month of a reactor’s commercial date.
These may include outages that occur in the days of trial operations preceding the actual
commercial date.
The report does not filter outages on the long-term shutdown date, restart date or
permanent shutdown date. If an error is made and outages have been entered for longterm shutdowns or after a reactor’s permanent shutdown, they would be taken into
account.

Data Selection:



Outage information (duration, energy loss, cause) is selected from the Outages table and
the Cause table.
The Reactor table is used for filtering purposes.
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4.3.21. Direct Causes of Full Outages – Total (Table 21)
This report examines the direct causes of planned and unplanned full outages from 2009 to the
current reporting year. Energy loss [GWh] and operating hours lost are calculated for each
outage cause, in absolute numbers as well as a percentage.

FIG. 4-31. Table 21 Report.
Condition:









The report only considers planned and unplanned full outages (outages codes PF and UF).
The report calculates the total energy and time lost for planned and unplanned full outages
during the two year reporting period. In addition, it presents the percentage distribution of
energy and time lost due to the different outage causes.
The report is year-based. Outages are included if they start in the reporting period.
The report considers reactor units in operation, in long-term shutdown and permanent
shutdown that were connected to the grid on or before the reporting year.
The report considers outages starting from the year of a reactor’s commercial date. This
may include outages that occurred in the months of trial operation preceding the actual
commercial date.
The report does not filter outages on long-term shutdown date, restart date or permanent
shutdown date.

Data Selection:
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Outage information (duration, energy loss, cause) is selected from the Outages table and
the Cause table.
The Reactor table is used for filtering purposes.

4.3.22. Countries Summary (Table 22)
For each country, this report provides the number of reactors under construction, in operation,
in long-term shutdown and in permanent shutdown at the end of the reporting year.

FIG. 4-32. Table 22 Report.
Condition:



When generated for the current year, the report counts reactors according to their current
status.
When generated for a year in the past, the following rules are applied:
 Under construction:
 The reactor is currently in any status (planned, under construction,
operational, long-term shutdown, or permanent shutdown).
 Construction for the reactor has started before or during the reporting year.
 The reactor unit was not connected to the grid in December of the reporting
year.
 Operational:
 The reactor is currently in any status (planned, under construction,
operational, long-term shutdown, or permanent shutdown).
 The reactor unit is connected to the grid before or within the reporting year.
 The reactor is not shutdown by December of the reporting year.
 The reactor is not in long-term shutdown by December of the reporting
year.
 Long-term shutdown:
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The reactor is currently operational, in long-term shutdown or in
permanent shutdown.
 The reactor unit is connected to the grid before or during the reporting
year.
 The reactor is not permanently shutdown in the reporting year.
 The reactor is in long-term shutdown by December of the reporting year.
Permanent shutdown:
 The reactor is in operational, long-term shutdown or permanent shutdown
status.
 The reactor is shutdown before or during the current reporting year.
 The reactor unit is connected to the grid before or during the reporting
year.

Data Selection:



The dates used to determine the (historical) status of a reactor in the reporting year are
selected from the Reactor and Long-term Shutdown Details tables.
Country information is selected from the Country table.

4.3.23. Reactor Type Summary (Table 23)
For each reactor type, this report provides the number of reactors under construction, in
operation, in long-term shutdown and in permanent shutdown at the end of the reporting year.

FIG. 4-33. Table 23 Report.
Condition:
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When generated for the current year, the report counts reactors according to their current
status.
When generated for a past year, the following rules are applied:
 Under construction:









The reactor is currently in any main status (planned, under construction,
operational, long-term shutdown, or permanent shutdown).
 Construction for the reactor has started before or during the reporting year.
 The reactor unit is not connected to the grid by December of the reporting
year.
Operational:
 The reactor is currently in any main status (planned, under construction,
operational, long-term shutdown, or permanent shutdown).
 The reactor unit is connected to the grid before or during the reporting
year.
 The reactor is not shutdown by December of the reporting year.
 The reactor is not in long-term shutdown by December of the reporting
year.
Long-term shutdown:
 The reactor is currently operational, in long-term shutdown or in
permanent shutdown.
 The reactor unit is connected to the grid before or during the reporting
year.
 The reactor is not permanently shutdown in the reporting year.
 The reactor is in long-term shutdown by December of the reporting year.
Permanent shutdown:
 The reactor is now in operational, long-term shutdown or permanent
shutdown status.
 The reactor is shutdown before or during the reporting year.
 The reactor unit is connected to the grid before or during the reporting
year.

Data Selection:



The dates used to determine the (historical) status of a reactor in the reporting year are
selected from the Reactor and Long-term Shutdown Details tables.
Reactor type information (description) is selected from the Type table.

4.3.24. Operator Summary (Table 24)
For each reactor operator, this report provides the number of reactors under construction, in
operation, in long-term shutdown and in permanent shutdown, at the end of the reporting
year.
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FIG. 4-34. Table 24 Report.
Condition:
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When generated for the current year, the report counts reactors according to their current
status.
When generated for a year in the past, the following rules are applied:
 Operational:
 The reactor is currently in any status (planned, under construction,
operational, long-term shutdown, or permanent shutdown).
 The reactor unit is connected to the grid before or during the reporting
year.
 The reactor is not shutdown by December of the reporting year.
 The reactor is not in long-term shutdown by December of the reporting
year.
 Under construction:
 The reactor is currently under construction, operational, in long-term
shutdown or permanently shut down.
 Construction for the reactor has started before or during the reporting year.
 The reactor unit is not connected to the grid by December of the reporting
year.
 Long-term shutdown:
 The reactor is currently operational, in long-term shutdown or in
permanent shutdown.
 The reactor unit is connected to the grid before or during the reporting
year.
 The reactor is not permanently shutdown in the reporting year.
 The reactor is in long-term shutdown by December of the reporting year.



Permanent shutdown:
 The reactor is now in operational, long-term shutdown or permanent
shutdown status.
 The permanent shutdown date is during the current year and before the
reporting year-end.
 The grid connection date is during the current year or before the reporting
year-end.

Data Selection:



The dates used to determine the (historical) status of a reactor in the reporting year are
selected from the Reactor and Long-term Shutdown Details tables.
Reactor operator information is selected from the Operator table.

4.3.25. Supplier Summary (Table 25)
For each reactor supplier, this report provides the number of reactors under construction, in
operation, in long-term shutdown and in permanent shutdown, at the end of the reporting
year.
Note: NSSS stands for the Nuclear Steam Supply System.

FIG. 4-35. Table 25 Report.
Condition:



When generated for the current year, the report counts reactors according to their current
status.
When generated for a past year, the following rules are applied:
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Operational:
 The reactor is currently operational, in long-term shutdown or permanently
shut down.
 The reactor unit is connected to the grid before by the reporting year-end.
 The reactor is not shutdown by December of the reporting year.
 The reactor is not in long-term shutdown by December of the reporting
year-end.
Under construction:
 The reactor is currently under construction, operational, in long-term
shutdown or permanently shut down.
 Construction for the reactor has started before the reporting year-end.
 The reactor is not operational by the December of the reporting year-end.
Long-term shutdown:
 The reactor is in long-term shutdown for at least the entire month of
December in the reporting year.
Permanent shutdown:
 The reactor is now in operational or permanent shutdown status.
 The permanent shutdown date is on or before the reporting year-end.

Data Selection:



The dates used to determine the (historical) status of a reactor in the reporting year are
selected from the Reactor and Long-term Shutdown Details tables.
Reactor supplier information is selected from the Contractor table.

4.4. Decommissioning Reports
The reports in this section provide information about reactors that have been permanently
shutdown and are currently being decommissioned.
4.4.1. Decommissioned Reactors List
This report lists all reactors that were in permanent shutdown and currently being
decommissioned in a year selected by the user.
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FIG. 4-36. Decommissioned Reactor Report.
Concept:







The report provides information about all reactors that were in permanent shutdown in a
given year.
The report has one mandatory parameter: the base year for which the report is being
generated. By default, the current year is chosen as the base year.
Optionally, an age filter can be applied (to reactors in operation, in long-term shutdown or
in permanent shutdown) so that only reactors that are a certain age in the base year are
considered. Age is calculated from the year of the first grid connection to the year of the
permanent shutdown.
Up to three levels of grouping (Region, Climatic Zone, Country, Location, Site, Type, and
Age) can be selected. A reactor can only appear in exactly one group in the result set.
The Show Reactor Details option returns specification data about individual reactors in
addition to summary level results. Detailed information about each reactor includes basic
design information (i.e. type, model, RUP, etc.), key milestone dates as well as links to the
Basic Information, Design Characteristics, Decommissioning Details and Schematics
reports.

Condition:
–

The report reflects the permanently shutdown reactors at the end of the reporting year. To
be included in the report, the reactor’s shutdown date needs to be before the end of the
base year.
– RUP is the last known net electrical capacity of a reactor unit before its permanent
shutdown.
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Data Selection:
–
–

Reactor detail information is selected from the Reactor, Type and Reactor
Decommissioning tables of the PRIS database.
The selection criteria for this report are the same as for the Year-end Reactor Status
report.

4.4.2. Reasons for Shutdown
This report provides shutdown reactors by reason for their shutdown.
The following are a list of reasons for shutdown:










The technology or process used became obsolete;
The process was no longer profitable;
Changes in licensing requirements;
After an operating incident;
Other technological reasons;
Other economic reasons;
Public acceptance/political reasons;
After a major component failure or deterioration;
Other.

FIG. 4-37. Reasons for Shutdown Report.
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Concept:





The report provides a breakdown of shutdown reactors by reasons of their shutdown.
The report has no mandatory parameters. It always reflects the latest information
available.
If it is generated without reactor details, the report shows a simple bar chart with the
number of reactors for each shutdown reason.
If it is generated with reactor details, the report also lists the reactors concerned by each
shutdown reason with the country, name and permanent shutdown date.

Condition:




The report includes reactors that are in permanent shutdown status with decommissioning
information included in the report.
If no shutdown reason has been provided for a reactor, the reactor is not considered in the
report.
More than one shutdown reason can apply to any particular reactor.

Data Selection:



Reactor detailed information is selected from the Reactor and Country tables of the PRIS
database.
Decommissioning details are selected from the Reactor Shut Down Reason and Shut
Down Reason tables.

4.4.3. Decommissioning Strategies
This report provides shutdown reactors by decommissioning strategy.
The following are a list of decommissioning strategies:






Deferred dismantling, including partial dismantling and placing remaining radiological
areas into safe enclosure.
Deferred dismantling, placing all radiological areas into safe enclosure.
Immediate dismantling and removal of all radioactive materials.
In situ disposal, involving encapsulation of radioactive materials and subsequent
restriction of access.
Other.
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FIG. 4-38. Decommissioning Strategies Report.
Concept:





The report provides a breakdown of shutdown reactors by decommissioning strategy.
The report has no mandatory parameters. It reflects the latest information available.
If it is generated without reactor details, the report shows a simple bar chart with the
number of reactors for each decommissioning strategy.
If it is generated with reactor details, the report lists the reactors concerned by each
decommissioning strategy, with their country, name and permanent shutdown date.

Condition:




The report includes reactors that are in permanent shutdown status and includes
decommissioning information that has been entered.
If no decommissioning strategy has been specified for a reactor, the reactor is not
considered by the report.
Only one decommissioning strategy can be assigned to any given reactor.

Data Selection:
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Reactor detail information is selected from the Reactor and Country tables of the PRIS
database.
Decommissioning details are selected from the Reactor Decom and Decom Strategy
tables.

5. ADVANCED REPORTS
Advanced reports allow the extraction of customized data sets and more specific information
to support plant performance analyses. The reports are divided into three sections:
–
–
–

Specification data;
Operational data;
Non-electrical application data.

FIG. 5-1. Advanced Reports Selection.
5.1. Specification Data
5.1.1. Specifications Reports – Reactor Specification
The content of this report is about reactor specification information and is highly
customisable. The user chooses up to 20 parameters related to reactor basic information and
design characteristics, which will be displayed as columns in the report.
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FIG. 5-2. Example of the Reactor Specification Report.
Concept:





A selected set of specification information is displayed for a selected reactor
group.
A minimum of one and maximum of 20 items can be selected for basic
information and design characteristics.
The report always contains the latest information available in the PRIS database.
Up to three summary levels (Region, Country, Site, and Type) can be selected by
the user. The summaries only contain the number of reactors for each group.

Condition:



The report includes all reactors from a selected group and reflects various reactor
specifications sorted by the chosen summary.
The report does not filter by reactor status. It includes reactors that are filtered out
by most other PRISTA reports (e.g. cancelled construction, suspended
construction, cancelled plan, suspended plan, planned).

Data Selection:
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Basic reactor information is selected from the Reactor table of the PRIS database,
the Long-term Shutdown Details table as well as several reference tables (Country,
Region, Type, Status, Site, Climatic Zone, Site Location, Operator, and
Contractor).
Design Characteristics information is selected from the Template Char and
Reactor Char tables.

5.2. Operational Data
5.2.1. Performance Indicators – Histogram
This report provides an alternative view on reactor performance indicators by visualising the
distribution of performance indicator values across a reactors group in percentage intervals.
The data is provided as a histogram chart as well as a data table.

FIG. 5-3. Example of the PI Histogram Report.
Concept:
–
–

–
–

The report reflects the number of reactors and sum of RUP at each performance indicator
percentage interval.
The report has two mandatory parameters:
 The reporting period (“from” year – “to” year). The default selection is the
previous year.
 The performance indicator (EAF, LF, etc.) to be calculated.
Up to three levels of grouping (Region, Climatic Zone, Country, Location, Site, Type,
Year and Age) can be applied to the result set.
The Show Reactor Details option provides reactor level performance indicator values in
addition to summary level results. Reactor level details are the name and type of the
reactor unit, its RUP as well as the PI value for the year/reporting period.

Condition:
–
–
–
–

Histogram intervals are adjustable in the report. Intervals are defined by interval width,
initial value and end value. (i.e. 10% intervals from 10% to 90%). The total number of
intervals in the report is limited to 20.
Performance indicators are calculated using the same formulae as in the PI report.
In contrast to the general Performance Indicator report, however, PI values are calculated
from a reactor’s grid connection date and include trial operation. Also, the 15 day
borderline condition does not apply.
The report does not check for data completeness. If annual production data for a reactor is
available, it is used to calculate the PI value without considering if the data is complete.
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–

–

When grouping by age or year, a given reactor can appear in several groups of the result
set. The performance indicator values on the reactor level are to be interpreted as value
for the year rather than for the whole reporting period. This also changes the meaning of
report level totals, as a single reactor is counted several times: one per year of the
reporting period.
Parentheses convention for intervals: (x,y) is intervals for PI > x and PI ≤ y

Data Selection:




Reactor information is from the Reactor table and several reference tables of the PRIS
database (Country, Region, Type, Site, Climatic Zone, and Site Location).
Unlike for the Performance Indicator reports, PI values are calculated from the Annual
Production data table.
RUP is the latest net electrical capacity from the Reactor table.

5.2.2. Performance Indicators – Lifetime Indicators
This report generates statistics of reactors’ lifetime performance indicators up to the end of a
given year.

FIG. 5-4. Example of the Lifetime PI Report.
Concept:
–

The report provides aggregated summaries of a selected lifetime of performance
indicators.
– The report provides several statistical values (weighted average, median, best quartile,
minimum, standard deviation and number of reactors) for the chosen performance
indicator and the selected summary criteria.
– The report has three mandatory parameters:
 The base year for the report. By default, the previous year is selected. PI values
will include all data up to and including the selected year.
 The lifetime performance indicator (EAF, LF, etc.) to be calculated
 A filter to indicate whether the report includes reactors that are operational at the
end of the reporting year. This filter is selected by default.
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–

Up to three levels of grouping (Region, Climatic Zone, Country, Location, Site, Type, and
Age) can be applied to the result set. A reactor will only appear in a single summary
group (age is meant to be the reactor’s age at the end of the reporting year).
– The Show Reactor Details option provides reactor level performance indicator values in
addition to summary level results. Reactor level details include the country, name, type,
model and status of the reactor unit as well as its net electrical capacity (RUP) at the end
of the reporting year.
Condition:
–
–
–

Lifetime indicators are based on available monthly production data in PRIS from the start
of the commercial operation of a reactor.
Reactors are only included in the report if monthly production data is available for at least
50% of the months that a reactor is operational (excluding long-term shutdowns).
RUP is the net electrical capacity of a reactor unit at the end of the reporting year.

Data Selection:
–

–
–

PI calculations are based on all monthly performance data available in PRIS until the end
of selected year. The basic selection criteria (monthly data from commercial date, 50%
data completeness condition, 15 day borderline check) are the same as for the regular
Performance Indicator report described earlier in this document.
Reactor specification information is based on the Reactor table of the PRIS database and
several reference tables (Status, Country, Region, Type, Site, SiteLocation, and
ClimaticZone).
RUP is reconstructed from monthly production data (in AnnualElectricityReconstruction)
and corresponds to the RUP at the end of the reporting year. If the reactor is shutdown, it
is the RUP before the permanent shutdown that is used. If the reactor is in long-term
shutdown, the last-known RUP before the long-term shutdown is used.

5.3. Outages
The detailed outage records captured in PRIS allow users to analyse energy losses and
downtime caused by power reductions and reactor shutdowns. All outage reports in PRISTA
are based on the PRIS outage coding system.
For the purpose of PRIS coding, outages are defined as any status of a reactor unit, when its
actual output power is lower than the reference unit power for a period of time. By this
definition, outages include both power reductions and unit shutdowns. These are referred to as
partial and full outages respectively.
5.3.1. Full Outage Statistics – Per Outage
This report provides statistical information about full outages, i.e. outages that have caused a
reactor shutdown. Unlike the “Full Outage Statistics – Per Reactor-Year”, this report only
considers outages that started in the reporting period. For calculating outage duration and
energy loss statistics (total, average, max, min, etc.), the duration and energy loss of the whole
(combined) outage are taken into account, even if the outage ends after the end of the
reporting period. The report is “event-based”, as all statistics are calculated “per outage”.
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FIG. 5-5. Example of Full Outage Statistics Report.
Concept:
–

The report provides an analysis of “full outages”, i.e. outages when a reactor unit was
disconnected from the grid.
– Statistics include sum, average per outage, maximum per outage, minimum per outage
and standard deviation per outage for both duration [hours] and energy losses [GWh].
– The report can be generated for a historical period up to and including the current year.
By default, the previous year is selected as a reporting period.
– Up to three levels of grouping can be applied to the result set. In addition to standard
grouping criteria (Region, Country, Type, Current Age, Year), the report support outage
related grouping criteria (Outage Type 1st, 2nd and 3rd character; Outage Cause, Outage
System).
– The Show Reactor Details option provides reactor level performance outage statistics in
addition to summary level results.
Condition:
–

–
–
–
–
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This report deals with ‘combined’ outages, where several outage records (fragments)
belonging to the same event are logically linked into a single combined outage. For the
purposes of the report, combined outages are always counted as one outage, no matter
how many fragments they contain.
This report only considers full outages that started in the reporting period. Combined
outages are considered if the start date of the first outage fragment is within the reporting
period.
Duration and energy loss statistics are calculated from the duration and energy loss values
of the entire combined outage, even if the outage lasted beyond the end of the reporting
period.
For combined outages, only full outage fragments are considered for the calculation of
energy loss and duration. If the same combined outage also has partial outage fragments,
their duration and energy loss are disregarded.
RUP is the RUP of the reactor unit at the end of the reporting period.

–

Age in summaries refers to the current age of a reactor, independently of the reporting
period chosen.
– For combined outages, outage related summary criteria consider the outage type, system
and cause of the combined outage.
– When selecting an outage related criteria or the year for grouping, any given reactor may
appear in several summary groups.
– Only full outages that started while a reactor was operational i.e. between a reactor’s grid
date and shutdown date, excluding long-term shutdowns are considered.
Data Selection:
–

Outage information is extracted from the Outage records in the PRIS database. Primarily
the OutagesCombined table is used.

5.3.2. Outages – Full Outage Statistics – Per Reactor-Year
This report deals with all full outages that relate to the reporting period. It includes combined
outages that may have started prior to the reporting period and may extend beyond the
reporting period. However, duration and energy loss are only calculated from those full
outage fragments that lie within the reporting period.
Unlike the ‘Full Outage Statistics – Per Outage’ report, this report is time based and calculates
statistical values per Reactor-Year.

FIG. 5-6. Example of the Full Outage Statistics per Year Report.
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Concept:
–
–
–
–
–

–

The report provides an analysis of ‘full’ outages, i.e. outages for a reactor unit that was
disconnected from the grid.
The report includes number of outages, number of reactor-years and frequency of outages
per reactor-year.
Statistics include sum, average per reactor-year, maximum per reactor-year, minimum per
reactor-year and standard deviation per reactor-year for both duration [hours] and energy
losses [GWh].
The required criterion is a chosen year or year range. The earliest year to query is 2004, as
for the previous years the outage records are not combined by logical links. Using the
report for years before 2004 might lead to incorrect calculation of outage frequencies.
The report can be summarized by the categories of standard reports (country, site, etc.)
and by outage codes. While summaries by standard categories, such as “country”, are
disjunctive, summaries by outage codes are not. In other words, a reactor can have outages
of several types in any reporting period and can appear in several subgroups. This has a
major impact on how reactor-years are calculated on the summary level.
The Show Reactor Details option provides reactor level performance outage statistics in
addition to summary level results.

Condition:
–

The report deals with ‘combined’ outages where more outage records (fragments)
belonging to the same event are combined by logic links into one outage.
– Combined outages are considered if at least one outage fragment starts in the reporting
period.
– Fragments linked to combined outages contribute to the outage count "number of outages"
as one outage.
– For the calculation of duration and energy loss statistics, only those fragments of a
combined outage that start and end within the reporting period are considered. Moreover,
only the duration and energy loss of fragments of type “full” are considered.
– A reactor-year is the equivalent of 12 months when the reactor is in commercial operation.
As reactor-years are calculated with month precision, it is possible that the number of
reactor-years is lower than the number of years in the reporting period because the reactor
started commercial operation during the reporting period or because it was shut down or
because of a long-term shutdown.
– Aggregated reactor-years are calculated from the number of months each reactor in the
report was in commercial operational during the reporting period. Calculation of reactoryears in summaries depends on their exclusivity. A summary is exclusive if each reactor
belongs to only one summary group, such as country, reactor type, or site. If a summary is
exclusive, the total reactor-years is a sum of those belonging to this group. When a
summary is not exclusive, such as in the case of outage codes (a reactor can have multiple
outages corresponding to various codes), the total reactor-years will equal that of the
broader exclusive group. In other words, the total reactor-years will be the sum of all
reactors from the broader (superior) summary.
– Reactors and summaries without any occurrence of selected outages are not displayed but
are included in a reactor-year calculation and contribute by a zero value to statistics for
duration and energy loss.
– When generating the report for several years and grouping by year, the results on the year
group level will be equivalent to generating the report separately for each year. All
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–

numbers and subgroups below the year group only refer to the respective year. All
numbers above the year group level refer to the whole reporting period.
Outage frequency is the number of outages (for a reactor, for a given summary group or
for all reactors in the report) per reactor-year.

Data Selection:


Outage information is extracted from the outage records table in the PRIS database.

5.3.3. Outages – Combined Outage Statistics
An outage can be entered into PRIS in more than one outage record. Outage records that
belong to the same outage are called outage fragments. Outage fragments of the same outage
are combined by links into one logical record. Among the reasons for outage fragmenting is:
monthly reporting, different phases of an outage (shutting down, full outage, ramp-up),
unplanned extension of planned outages, etc. Using combined statistics is critical for the
calculation of meaningful statistics like outage frequency.
This report provides statistics on combined outage statistics. In contrast to the full outage
statistics this report includes also partial outage records (de-rates). Statistics are calculated
per reactor-year.

FIG. 5-7. Example of the Operating Period Report.
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Concept:
–
–
–
–
–

–

The report provides an analysis of combined outages in PRIS. Compared to Full Outage
Statistics this report also deals with partial outage (derates).
The report may be generated for historical periods up to and including the current year. By
default, the previous year is selected as a reporting period.
For the time being, the earliest year is 2004 for the reporting period. This is because
outage records are not combined by logical links prior to 2004, and could lead to
misleading statistics calculations.
Aggregated summaries contain the number of operational reactors, number of reactoryears, number of outages, outage frequency, sum of outage duration [hours] and energy
loss [GWh].
The reports can be summarized by categories of standard reports and by outage codes.
Summary by outage codes is not disjunctive for reactors as standard ones (one reactor can
have any number of outage codes) therefore calculation of reactor-years differs from
standard summaries – see Conditions.
Outage codes can be chosen as filters:
 1st code for the outage type: P - Planned, U - Unplanned, and X - External losses
 2nd code to outage character: F - Full or P - Partial outage
 3rd code for unplanned outage details: 1 - deferred shutdown, 2 - immediate
shutdown, 3 - outage extension, 4 - automatic scram, 5 - manual scram
 Cause code for a direct cause of an outage:
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A - Plant Equipment problem/failure
B - Refuelling without a maintenance
C - Inspection, maintenance, or repair combined with refuelling
D - Inspection, maintenance, or repair without refuelling
E - Testing of plant systems or components
F - Major back-fitting, refurbishment, or upgrading activities with
refuelling
G - Major back-fitting, refurbishment, or upgrading activities without
refuelling
H - Nuclear Regulatory Requirements
J - Grid limitation, failure or grid unavailability
K - Load Following (frequency control, reserve shutdown due to reduced
energy demands)
L - Human Factor Related
M - Governmental requirements or court decisions
N - Environmental Conditions (lack of cooling water due to dry conditions,
cooling water temperature limits
P - Fire
R - External restrictions on supply and services (lack of funds due to
delayed payments from customers)
S - Fuel management limitation (including high flux tilt, stretch out or
coast down operation)
T - Heat supply (on-site to support next unit or desalination and off-site
distribution)
U - Security and access control and other preventative shutdown due to
external threads
Z - Other



–

System/Component code (there is a comprehensive list of components to choose
from – see Ref. [2])
The report supports two outage selection modes:



–

Outages related to the reporting period: includes combined outages that
may have started before the reporting period but continued into the
reporting period.
Outages starting in the reporting period.

The ‘Show outage details’ checkbox allows the user to display individual outage records.
If this checkbox is unchecked, only summary level information and report level totals are
displayed.

Condition:














For “All outages related to the reporting period” the report considers all combined
(and non-combined) outages for at least one fragment start in the reporting period.
Duration and energy loss is calculated from only those fragments that are within the
reporting period. Fragments linked into a combined outage contribute to the outage
number as one outage.
For “Only outages starting in the reporting period” only outages that start in the
reporting period are considered. Combined outages are only considered if the start date
of the first fragment is in the reporting period. Duration and energy loss is calculated
from the values for the entire combined outage, even if the outage lasted beyond the
reporting period.
The aggregated number of reactors is the total number of reactors that were operated
(at least partially) in the reporting period.
A reactor-year is the equivalent of 12 months when the reactor is in commercial
operation’. Reactor-years are calculated from the number of months each reactor in the
report was operational during the reporting period. The aggregated number of reactoryears is the sum of years during which these reactors where operational in the
reporting period. The number of reactor-years might be different from [total number of
reactors] * [number of years in the reporting period] as certain reactors included in the
report may not have been operational during all years included in the reporting period.
Calculation of reactor-years in summaries depends on their exclusivity. A summary is
exclusive if each reactor belongs to only one summary group, such as country, reactor
type, or site. If a summary is exclusive, the total reactor-years is a sum of those
belonging to this group. When a summary is not exclusive, such as in the case of
outage codes (a reactor can have multiple outages corresponding to various codes), the
total reactor-years will equal that of the broader exclusive group. In other words, the
total reactor-years will be the sum of all reactors from the broader (superior) summary.
Reactors and summaries without any occurrence of the selected outages are not
displayed but are included in a reactor-year calculation.
When generating the report for several years and grouping by year, the results on the
year group level will be equivalent to generating the report separately for each year.
All numbers and subgroups below the year group only refer to the respective year. All
numbers above the year group level refer to the whole reporting period.
Outage frequency is the number of outages (for a reactor, for a given summary group
or for all reactors in the report) divided by number of reactor-years.
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Data Selection:


Outage information is extracted from the combined outage records table in the PRIS
database.

5.3.4. Outages – Operating Period between Full Outages
This report provides statistics on the duration of continuous operation of power reactors
between two full outages (disconnections from the grid).

FIG. 5-8. Example of the Combined Outage Report.
Concept:
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The only mandatory parameter for the report is the reporting period (“from” and “to”
year). By default, the previous year is selected as the reporting period.
Up to three levels of grouping (Region, Country, Type, Current Age and Year) can be
applied to the result set. Aggregated summaries contain the total duration of operation
between breaks, mean, median, maximum and standard deviation of duration [days] of
continuous operation. When grouping by year, each reactor may appear in several groups
of the result set.
No filters are available as the report search duration between any consequent full outages
regardless type/cause/system codes.



The Show Reactor Details option returns operating period data for individual reactors in
addition to summary level results. Total, median, mean and maximum operating periods
as well as the standard deviations are displayed.

Condition:












As a general rule, the operating period between two full outages is calculated as the time
difference in days between the start date of a full outage “n” and the end date of the
previous full outage “n – 1”.
The end date of the previous full outage is calculated as the start date of that outage plus
its duration.
In the case of combined outages containing full outage fragments as well as partial outage
fragments, the “full” outage start date is calculated as the start date of the first full outage
fragment in the combined outage. The “full” outage end date is calculated as the end date
of the last full outage fragment in the combined outage, plus its duration. Hence, the
operating period between two combined full outages may be longer than the simple time
difference between the start and end dates of these outages.
If a reactor is in long-term shutdown between two full outages, the restart date is used for
calculating the operating period instead of the end date of the previous outage.
For the first full outage during a reactor’s operational life, the operating period is
calculated as the time difference between the full outage start date and the grid date of the
reactor.
If the calculated operating period between two full outages is longer than 365 days,
additional data consistency checks are applied. To avoid misleading statistics because of
missing data, the operating period is only counted if:
 Annual production data has been reported for the year concerned;
 Outage data has been reported for the year concerned or the time difference
between online hours and total hours is less than two hours.
Operating periods of less than 24 hours are excluded from the report.

Data Selection:


Outage information is extracted from the outage records table in the PRIS database. As
calculating the operating period preceding each full outage is time-consuming, the data is
prepared in a reporting table (Combined Outage Info) on a nightly basis.

5.3.5. Outages – Outage Details
This report provides detailed information about all outages that occurred in the reporting
period allowing the user to filter by reactor group as well as by outage-related criteria; the
report provides a powerful analysis tool on PRIS outage data.
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FIG. 5-9. Example of the Outage Details Report.
Concept:
–
–

–
–
–
–
–

–
–
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The report provides access to raw outage data stored in PRIS. It is based on combined
outages as well as non-combined outages.
As outage data is considered sensitive, the data is hidden and presented to the user by
stripping off country and reactor information. Moreover, the report can be only be
generated for all reactors or for a reactor group containing at least three reactors from two
different countries.
The report can be generated for historical periods up to and including the current year. By
default, the previous year is selected as a reporting period.
Individual outage records contain the complete outage code, description, duration [hours]
and energy loss [MWh].
Aggregated summaries contain the number of outages for each group, their total duration
and their total energy loss.
The report can only be summarized by outage related criteria (outage type 1st, 2nd and
3rd character; outage cause and outage system).
The report supports the following optional filters:
 Outage Type 1st character: planned (P), unplanned (U) and external (X) outages
 Outage Type 2nd character: full (F) and partial (P) outages
 Outage Type 3rd character: deferred shutdown (1), immediate shutdown (2),
outage extension (3), manual scram (4) and automatic scram (5)
 Outage Cause: one, several or all outage causes
 Outage System/Component: one, several or all outage components
The ‘View Fragments’ checkbox allows the user to display the complete structure of
combined outages i.e. all fragments
The report supports two outage selection mode:
 Outage related to the reporting period: includes combined outages that may have
started before the reporting period but continued into the reporting period.

–

 Outage starting in the reporting period.
The ‘Show outage details’ checkbox allows the user to display individual outage records.
If this checkbox is unchecked, only summary level information and report level totals are
displayed.

Condition:
–

The report cannot be generated for reactor groups containing less than three reactors or
reactors from less than two different countries
– Outage descriptions are truncated after 200 characters.
– Outage filters are applied at the (combined) outage level. If a user elects to filter by outage
type, cause or system/component, the filter is applied to the respective attribute of the
combined outage, not of each of the fragments. For example, a report filtered to only
include full outages, might include partial outage fragments, provided that these fragments
belong to a combined outage of type “full”.
– Similarly, duration and energy loss of combined outages take into account the duration
and energy loss of all fragments, not only of those meeting the (combined) outage filter
criteria.
Data Selection:


Outage information is extracted from the outage records table in the PRIS database,
primarily from the Outages Combined table. If the “view fragments” option is selected,
the Outages table is also queried.

5.4. Non-Electrical Application (NEA) Data:
The electricity production data in PRIS are complemented by information on energy provided
by nuclear power plants to non-electrical applications, such as district heating, process heat
supply or desalination.
The following reports generate information related to non-electrical applications (NEA).
5.4.1. Specification – Reactors with NEA
This report provides an overview of reactors with non-electrical applications in a selected
status of their life cycle – from construction through operation to permanent shutdown.
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FIG. 5-10. Example of the Non-Electrical Application Report.
Concept:
–
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The report has the same concept as the Year-end Status report. However, it only includes
reactors that have non-electrical applications.
The report has two mandatory parameters: the base year for which the report shall be
generated and one or more reactor status to be considered.
The report can be generated for the current year and for historical years. By default, the
current year is chosen as a base year.
The user must select at least one reactor status to be included in the report. By default, the
status “operational” is selected.
For reactors under construction, there are two options.
 “Under construction (current & completed projects)” includes all reactors that
were under construction in the base year, excluding projects that were eventually
suspended or cancelled.
 “Under construction (incl. Cancelled/Suspended) includes all projects that were
under construction in the base year, no matter whether they were completed or not.
Optionally, an age filter can be applied (to reactors in operation, in long-term shutdown or
in permanent shutdown), so that only reactors that were of a certain age in the base year
are considered.
Up to three levels of grouping (NEA Application Type, Region, Climatic Zone, Country,
Location, Site, Type, and Age) can be applied to the result set. A reactor can only appear
in exactly one group in the result set.
The Show Reactor Details option returns specification data about individual reactors in
addition to summary level results. Detailed information about each reactor includes basic
design information (e.g. type, model, RUP, etc.) as well as information about the NEA
types supported by a particular reactor (process heating, district heating and/or
desalination).

Condition:
–
–
–
–
–

For historical years, the report reflects reactor status and Reference Unit Power (RUP) at
the end of the base year. In the case of the current year, the latest situation is reflected.
Reactors that were in a given status during the year but have changed status before the end
of that year are not included in the report.
For reactors under construction the design net capacity is used as RUP.
For a reactor in long-term shutdown the RUP is the net capacity when it was shutdown.
For a reactor in a status of permanent shutdown the RUP is its latest net capacity (when it
was shutdown).

Data Selection:








Reactor detail information is from Reactor table of the PRIS database.
For reactors that have reached the “operational” stage, RUP is reconstructed from monthly
production data to reflect RUP revisions. The closest available match from the Annual
Electricity Reconstruction table is used for that purpose. For planned reactors and reactors
under construction (including cancelled and suspended projects), design net electrical
capacity from the Reactor table is used.
When age is used as a filter or summary criterion, it means the age of a reactor at the end
of selected year.
As PRIS does not store historical status information about reactors, the status of a reactor
in a given year is reconstructed from its current status as well as milestone dates available
in the Reactor table.
NEA Information whether a given reactor produces energy for a specific NEA application
type is selected for the NEA unit table.

5.4.2. Production – Energy Utilized for NEA
This report provides detailed information about nuclear energy used for non-electrical
applications. For the reporting year selected, it provides the amount of energy utilized for
process heating, district heating and desalination as well as the electrical equivalent of heat.
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FIG. 5-11. Example of the NEA Energy Report.
Concept:









The report is a summary of the three non-electrical application types: process heating,
district heating and desalination.
For report totals and summaries, it returns the number and net electrical capacity of
reactors with NEA, total heat production [GCal], the electrical equivalent of heat [GWh],
and the percentage of energy used for NEA.
The report has two mandatory parameters:
 The base year for which the report shall be generated. By default, the previous
year is selected.
 The non-electrical application types to be included: process heating, district
heating and/or desalination. By default, all three application types are included.
Up to three levels of grouping (NEA Application Type, Region, Climatic Zone, Country,
Location, Site, Type, and Age) can be applied to the result set. A reactor can only appear
in exactly one group in the result set.
The Show Reactor Details option returns specification data about individual reactors in
addition to summary level results. Detailed information about each reactor includes basic
design information (e.g. type, model, RUP, etc.) as well as detailed information about
NEA energy generation.

Condition:
–

The report reflects the Reference Unit Power (RUP) at the end of a selected year. In the
case of current year, it reflects the latest situation.
– Total heat is reported also as ‘Electrical Equivalent of Heat’ (EEH) using either entered
data or calculation by a formula implemented in PRIS.
– The report only includes reactors that were operational in the reporting year.
– When age is used as a summary criterion, it means the age of a reactor at the end of the
selected year.
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–

Percentage of NEA is calculated from the ratio of EEH to REG (reference electricity
generation).

Data Selection:
–
–
–
–

Reactor detail information is from reactor and site tables of the PRIS database.
NEA information is from the NEA tables in PRIS (WAnnualProductionHeat,
WAnnualProductionWater).
EEH is selected from the AnnualProduction table.
RUP is reconstructed from monthly production data to reflect RUP revisions. The closest
available match from the AnnualElectricityReconstruction table is used for that purpose.

5.4.3. Production – Load Factor Including Heat (LFH)
This performance indicator report provides statistics for a modified Load Factor (LF). LFH
takes into account the energy used for non-electrical applications besides electricity
production for a reporting period spanning one or several consecutive calendar years.

FIG. 5-12. Example of the LHL Report.
Concept:



The report provides the LFH as weighted average, median, best quartile, minimum value
and standard deviation for a chosen reactor group.
The report includes all commercially operated reactors – whether they have non-electrical
applications or not. For reactors without NEA, LFH is equivalent to LF.
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The only mandatory parameter for the report is the reporting period (“from” and “to”
year). The report may be generated for historical periods up to and including the previous
year. By default, the previous year is selected as a reporting period.
Up to three levels of grouping (Region, Climatic Zone, Country, Location, Site, Type,
Age, and Year) can be applied to the result set. If age and/or year are selected, any given
reactor may be listed in several summary groups.
The Show Reactor Details option provides the reactor-level LFH values in addition to
summary-level results. Detailed information about each reactor also includes basic
specification information, i.e. name, type, model and RUP in the relevant reporting year.

Condition:
–

LFH is defined as the ratio of EG+EEH to REG, expressed as a percentage, where EG is
for electricity generated, EEH for electrical equivalent of heat and REG for reference
energy generation
– Electricity generation (EG) and reference energy generation (REG) are calculated from
monthly production data. The electrical equivalent of heat (EEH) is calculated from
annual production data. LFH is thus a combination of both: monthly and annual
production records.
– The report reflects the performance indicator value and Reference Unit Power (RUP) at
the end of a selected year or year range. In the case of the current year it reflects the latest
situation.
– Reactors that were not operational for at least one month during the reporting period
because they were in long-term shutdown are automatically excluded from the report.
– Reference Unit Power (RUP) refers to the net electrical capacity at the end of the final
year of the reporting period (unless grouping by year is selected). In the current year,
RUP reflects the latest situation.
– Age in summaries refers to a reactor’s age at the end of the reporting period. Exception:
when age and year are selected as summary criteria in combination, age is calculated
separately for each year in the reporting period.
– For periods/years for which data collection is not completed or data is missing, an
additional data completeness indicator in per cent is displayed. It is calculated as a ratio of
number of years that NEG data is available to the number of years that a reactor was
operational. The data completeness indicator helps the user interpret the
reliability/accuracy of the performance indicator values.
– On the summary and report total levels, only reactors where the data completeness is
> 50% are considered (“qualified reactors”). The qualified reactors column indicates how
many reactors out of the operational reactors were considered for summary/totals
calculation.
Data Selection:
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Monthly production data is filtered to only include the months that a reactor is
operational, i.e. the period from the reactor’s commercial date to its permanent shutdown
date, excluding periods of long-term shutdown. Please refer to the performance indicator
report for all conditions that apply.
The 15 day condition is applied to decide whether “borderline” months, i.e. the months of
the commercial date, the long-term shutdown date, the restart date and the permanent
shutdown date, should be included in the calculation.
Reactor detail information is selected from the Reactor table.



RUP is taken from the monthly production tables. For historical years without production
data RUP is reconstructed by closest available production data or by information in the
Reactor table.
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6. MAP BASED REPORTS
The mapping feature enables the user to select and obtain information regarding specific sites
and reactors. Pins display the location of all sites from around the world on a map via Google.
1) Using a dropdown menu, as shown in Fig. 6-1, the user can first filter on the status of
reactors to be displayed on the map. The map can then be set to display reactors that
are classified operational, under construction, planned, long-term shutdown,
permanent shutdown, suspended construction, or cancelled construction. Although the
default setting displays only operational reactors, the user may also view all statuses at
once.

FIG. 6-1. Status selection.
2) Selecting a site on the map will display site-specific information (Fig. 6-2) including a
picture and the type, capacity, and current status of units within that site.

FIG. 6-2. Site selection.
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3) Finally, selecting a specific reactor will display reactor-specific information as seen in
Fig. 6-3. The criteria highlighted in blue, such as the site, operator, owner, reactor
supplier, and turbine supplier can be expand by selecting the adjacent symbols for
more detailed information.

FIG. 6-3. Reactor selection.
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GLOSSARY
available capacity:
Maximum net capacity at a given moment at which the reactor unit is able or is authorized to
be operated at a continuous rating under the prevailing conditions assuming unlimited
transmission facilities. It is a capacity available for the grid.
commercial operation:
In PRIS a commercial operation of a reactor is from its Commercial Operation Date. A period
from the first grid connection to the Commercial Date is called 'trial operation'. Performance
Indicators in PRIS reports are calculated for commercial operation. Electricity production is
calculated from the first grid connection.
commercial operation start:
The date, when the plant is handed over by the contractors to the owner and declared
officially in commercial operation.
construction start date:
The date, when first major placing of concrete, usually for the base mat of the reactor
building, is done. From this date the reactor is considered to be under construction.
electricity supplied:
Net electrical energy produced during the reference period as measured at the unit outlet
terminals, i.e. after deducting the electrical energy taken by unit auxiliaries and the losses in
transformers that are considered integral parts of the unit. Also called as Net Energy
Generated. Measured in MW·h.
energy loss (EL):
Energy which could have been produced during the reference period by the unavailable
capacity. It is categorized into three types: PEL - planned energy loss; UEL - unplanned
energy loss; XEL - energy loss due to causes external to the plant. Energy loss related to the
outage records is the total energy that was not supplied to the grid due to the outage.
full outage:
An outage is considered full when the reactor unit is disconnected from the grid.
grid connection date:
The date, when the plant is first connected to the electrical grid for the supply of power. After
this date, the plant is considered in operation.
gross capacity:
Reference gross electrical power of the plant expressed in MW(e). The maximum (electrical)
power that could be maintained continuously throughout a prolonged period of operation
under reference ambient conditions. The gross electrical power is measured at the output
terminals of the turbine generator.
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Long-term shutdown (LTS):
Reactor is considered in long-term shutdown status, if it has been shut down for an extended
period (usually several years) without any firm recovery schedule at the beginning but there is
the intention of re-starting the unit eventually.
non-electrical application (NEA):
Some power reactor units produce a portion of their output energy in the form of heat/steam
for non-electrical applications (desalination, district heating and industrial heat). This energy
is also reported into PRIS.
nuclear power plant (NPP):
A nuclear power plant is a thermal power station in which the heat source is one or more
nuclear reactors. As in a conventional thermal power station, the heat is used to generate
steam which drives a steam turbine connected to a generator which produces electricity.
nuclear share:
Percentage share by country of electricity generation mix for nuclear power. The ratio of the
nuclear electricity production, to the total electricity production from all sources in a country.
nuclear steam supply system (NSSS):
The NSSS consists of a nuclear reactor and all of the components necessary to produce high
pressure steam, which is used to turn the turbine for the electrical generator.
on-line hours:
Total clock hours in the reporting period during which the unit was operated with at least one
main generator connected to the grid.
operational reactor:
In PRIS a reactor is considered as 'operational' or 'in operation' from its first grid connection
to permanent shutdown. During the status 'long-term shutdown' a reactor is excluded from
operational reactors.
outage:
For the purpose of PRIS coding, the 'outage' is defined as any status of a reactor unit, when its
actual output power is lower than the reference unit power for a period of time. By this
definition, the outage includes both power reduction and unit shutdown.
outage cause:
In PRIS only direct outage causes are coded. The direct cause is defined as an immediate
action or condition that has directly resulted in the outage.
outage coding system:
The set of internationally accepted codes used for outage records in PRIS1.

1

INTERNATIONAL ATOMIC ENERGY AGENCY, International Outage Coding System for Nuclear Power
Plants, IAEA-TECDOC-1393, IAEA, Vienna (2004).

88

outage duration:
The total clock hours of the outage measured from the beginning of the reference period or
the outage, whichever comes last, to the end of the reference period or the outage, whichever
comes first.
outage extension:
The outage extension is defined as an unplanned portion of a planned outage, causing
prolongation of the planned outage.
partial outage:
An outage is considered partial if the actual unit output power is lower than its reference value
but the reactor unit is still connected to the grid.
permanent shutdown date:
The date when the plant is officially declared by the owner to be taken out of commercial
operation and shut down permanently.
planned outage:
An outage is considered planned, if it was scheduled at least four weeks in advance.
power reactor:
A nuclear reactor is a device to initiate and control a sustained nuclear chain reaction. In a
power reactor, the energy released is used as heat to make steam to generate electricity.
PRIS-statistics (PRISTA):
A web-based reporting application used by registered users to produce reports and statistics
from PRIS.
reactor age:
Number of years the reactor was in operation from its first grid connection to a referred date.
reactor model:
The reactor model identifies a specific reactor design series (e.g. Magnox, AGR... or VVER
V-213, Konvoi, EPR, BWR-6,...) within a particular reactor type (GCR or PWR respectively).
All models of the same reactor type usually have the same basic design characteristics
(moderator and coolant type and form).
reactor status:
One of power reactor stages during its lifecycle: Planned; Under construction; In operational;
In long-term shutdown; Permanently shut down
reactor type:
Classification of power reactors by coolant and moderator material.
reactor-year:
A reactor-year is the equivalent of 12 months when the reactor is in commercial operation.
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reference energy generation (REG):
Reference energy generation (MWh or GWh) for the period is the net electricity output that
would be produced if a reactor unit is operated at its rated power output for the entire period.
reference unit power (RUP):
The reference unit power expressed in units of megawatt (electrical) is the maximum
(electrical) power that could be maintained continuously throughout a prolonged period of
operation under reference ambient conditions. The power value is measured at the unit outlet
terminals, i.e. after deducting the power taken by unit auxiliaries and the losses in the
transformers that are considered integral parts of the unit. The reference unit power is
expected to remain constant unless following design changes, or a new permanent
authorization, the management decides to amend the original value.
scram:
The reactor scram is defined as a reactor emergency shutdown achieved by rapid insertion of
negative reactivity into the reactor core, which can be done either manually or automatically.
thermal capacity:
The Reference thermal power of the plant expressed in MW(th). The reactor thermal power is
the net heat transferred from the fuel to the coolant.
trial operation:
In PRIS a reactor is in trial operation from its first grid connection to the date when it is
officially declared in commercial operation (Commercial Operation Date).
unavailability:
A status when the plant is not able to operate at its reference power. This condition, which
may be under or beyond plant management control, should only reflect lack of availability of
the plant itself, regardless of energy demand, transmission grid condition or political situation
in the country.
web-enabled data acquisition system (WEDAS):
Web based application used by PRIS data providers for on-line data entry to the PRIS
database.
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ABBREVIATIONS

AGR

advanced gas-cooled reactor

BWR

boiling water reactor

CF

capacity factor

DI

data insufficient

EAF

energy availability factor

EEH

The electrical equivalent of heat

EG

electricity generated

EUF

energy unavailability factor

FBR

Fastbreeder reactor

FLR

Forced loss rate

Gcal

Gigacalorie

GCR

Gas cooled reactor

GW

Gigawatt

GW·h

Gigawatt-hour

HTGR

high temperature gas cooled graphite moderated reactor

HWGCR

heavy water moderated gas cooled reactor

LF

load factor

LFH

load factor including heat

LTS

Long term shutdown

LWGR

light water cooled graphite moderated reactor

MW

megawatt

MW·h

megawatt-hour

NEA

non-electrical application

NPP

nuclear power plant

NSSS

nuclear steam supply system
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OF

operation factor

PHWR

pressurized heavy water reactor

PEL

planned energy loss

PI

performance indicator

PRIS

power reactor information system

PRISTA

PRIS-Statistics

PUF

planned unavailability factor

PWR

pressurized water reactor

REG

reference energy generation

RUP

reference unit power

SGHWR

steam generating heavy water reactor

TW·h

terawatt-hour

UA7

unplanned automatic scram rate

UCF

unit capability factor

UCL

unplanned capability loss factor

UEL

unplanned energy loss

US7

Unplanned scram rate

UUF

unplanned unavailability factor

WANO

World Association of Nuclear Operators

WEDAS

web-enabled data acquisition system

XEL

externally caused energy loss

XUF

external unavailability factor
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ANNEX
CODES USED IN PRIS OUTAGE REPORTS
The outage coding system clearly refers to statistical objectives and not to an event approach,
with detailed description and root cause analyses. It constitutes a first level tool for plant
performance analyses and benchmarking.
Detailed definitions of outage codes is in IAEA-TECDOC-13932.
1.

Outage type
The outage type is a three-character code. The third character is for unplanned outages only:
Code_1 description:
(P) Planned outage due to causes under the plant management control
(U) Unplanned outage due to causes under the plant management control
(X) Outage due to causes beyond the plant management control (“external”)
Code_2 description:
(F) Full outage
(P) Partial outage
Code_3 description:
(1)

(2)
(3)
(4)
(5)

2.

Controlled shutdown or load reduction that could be deferred but had to be
performed earlier than four weeks after the cause occurred or before the next
refuelling outage, whatever comes first
Controlled shutdown or load reduction that had to be performed in the next
24 hours after the cause occurred
Extension of planned outage
Reactor scram, automatic
Reactor scram, manual

Outage direct cause codes
(A)
(B)
(C)
(D)
(E)
(F)
(G)
(H)

Plant equipment failure
Refuelling without maintenance
Inspection, maintenance or repair combined with refuelling
Inspection, maintenance or repair without refuelling
Testing of plant systems or components
Major back-fitting, refurbishment or upgrading activities with refuelling
Major back-fitting, refurbishment or upgrading activities without refuelling
Nuclear regulatory requirements

2

INTERNATIONAL ATOMIC ENERGY AGENCY, International Outage Coding System for Nuclear Power
Plants, IAEA-TECDOC-1393, IAEA, Vienna (2004).
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(J)
(K)
(L)
(M)
(N)
(P)
(R)

(S)
(T)
(U)
(Z)
3.

Grid failure or grid unavailability
Load-following (frequency control, reserve shutdown due to reduced energy
demand)
Human factor related
Governmental requirements or court decisions
Environmental conditions (flood, storm, lightning, lack of cooling water due
to dry weather, cooling water temperature limits, etc.)
Fire
External restrictions on supply and services (lack of funds due to delayed
payments from customers, disputes in fuel industries, fuel-rationing, labour
strike outside the plant, spare part delivery problems, etc.)
Fuel management limitation (including high flux tilt, stretch out or coastdown operation)
Heat supply (on-site to support next unit or desalination and off-site
distribution)
Security and access control and other preventive shutdown due to external
threats
Others

Codes of plant systems and components involved
Nuclear Systems
11.00
11.01
11.02
11.03
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11.04
11.05
11.06
11.99

Reactor and Accessories
Reactor vessel and main shielding (including penetrations and nozzles)
Reactor core (including fuel assemblies)
Reactor internals (including steam separators/dryers — BWR, graphite,
pressure tubes)
Auxiliary shielding and heat insulation
Moderator and auxiliaries (PHWR)
Annulus gas system (PHWR/RBMK)
None of the above systems

12.00
12.01
12.02
12.03
12.04
12.05
12.06
12.07
12.99

Reactor I&C Systems
Control and safety rods (including drives and special power supply)
Neutron monitoring (in-core and ex-core)
Reactor instrumentation (except neutron)
Reactor control system
Reactor protection system
Process computer
Reactor recirculation control (BWR)
None of the above systems

13.00
13.01
13.02
13.03
13.04

Reactor Auxiliary Systems
Primary coolant treatment and clean-up system
Chemical and volume control system
Residual heat removal system (including heat exchangers)
Component cooling system

13.05
13.06
13.07
13.08
13.09
13.10
13.11
13.12
13.13
13.99
14.00
14.01

Gaseous, liquid and solid radwaste treatment systems
Nuclear building ventilation and containment inerting system
Nuclear equipment venting and drainage system (including room floor
drainage)
Borated or refuelling water storage system
CO2 injection and storage system (GCR)
Sodium heating system (FBR)
Primary pump oil system (including RCP or make-up pump oil)
D2O leakage collection and dryer system (PHWR)
Essential auxiliary systems (GCR)
None of the above systems

14.02
14.03
14.04
14.05
14.06
14.07
14.08
14.99

Safety Systems
Emergency core cooling systems (including accumulators and core spray
system)
High pressure safety injection and emergency poisoning system
Auxiliary and emergency feedwater system
Containment spray system (active)
Containment pressure suppression system (passive)
Containment isolation system (isolation valves, doors, locks and penetrations)
Containment structures
Fire protection system
None of the above systems

15.00
15.01
15.02
15.03
15.04
15.05
15.99

Reactor Cooling Systems
Reactor coolant pumps/blowers and drives
Reactor coolant piping (including associated valves)
Reactor coolant safety and relief valves (including relief tank)
Reactor coolant pressure control system
Main steam piping and isolation valves (BWR)
None of the above systems

16.00
16.01

Steam generation systems
Steam generator (PWR), boiler (PHWR, AGR), steam drum vessel (RBMK,
BWR)
Steam generator blowdown system
Steam drum level control system (RBMK, BWR)
None of the above systems

16.02
16.03
16.99
17.00
17.01
17.02
17.03
17.04
17.05
17.06
17.07
17.99

Safety I&C Systems (excluding reactor I&C)
Engineered safeguard feature actuation system
Fire detection system
Containment isolation function
Main steam/feedwater isolation function
Main steam pressure emergency control system (turbine bypass and steam
dump valve control)
Failed fuel detection system (DN monitoring system for PHWR)
RCS integrity monitoring system (RBMK)
None of the above systems
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Fuel and Refuelling Systems
21.00
21.01
21.02
21.03
21.99

Fuel Handling and Storage Facilities
On-power refuelling machine
Fuel transfer system
Storage facilities, including treatment plant and final loading and cask
handling facilities
None of the above systems

Secondary Plant Systems
31.00
31.01
31.02
31.03
31.04
31.05
31.06
31.07
31.99

Turbine and auxiliaries
Turbine
Moisture separator and reheater
Turbine control valves and stop valves
Main condenser (including vacuum system)
Turbine by-pass valves
Turbine auxiliaries (lubricating oil, gland steam, steam extraction)
Turbine control and protection system
None of the above systems

32.00
32.01
32.02
32.03
32.04
32.05
32.99

Feedwater and Main Steam System
Main steam piping and valves
Main steam safety and relief valves
Feedwater system (including feedwater tank, piping, pumps and heaters)
Condensate system (including condensate pumps, piping and heaters)
Condensate treatment system
None of the above systems

33.00
33.01

Circulating Water System
Circulating water system (pumps and piping/ducts excluding heat sink
system)
Cooling towers / heat sink system
Emergency ultimate heat sink system
None of the above systems

33.02
33.03
33.99
34.00
34.01
34.02
34.03
34.04
34.05
34.06
34.07
34.08
34.09
34.10
34.99
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Miscellaneous Systems
Compressed air (essential and non-essential / high-pressure and low-pressure)
Gas storage, supply and cleanup systems (nitrogen, hydrogen, carbon dioxide,
etc.)
Service water / process water supply system (including water treatment)
Demineralized water supply system (including water treatment)
Auxiliary steam supply system (including boilers and pressure control
equipment)
Non-nuclear area ventilation (including main control room)
Chilled water supply system
Chemical additive injection and makeup systems
Non-nuclear equipment venting and drainage system
Communication system
None of the above systems

35.00
35.01
35.02
35.03
35.04
35.05
35.99

All other I&C Systems
Plant process monitoring systems (excluding process computer)
Leak monitoring systems
Alarm annunciation system
Plant radiation monitoring system
Plant process control systems
None of the above systems

Electrical Systems
41.00
41.01
41.02
41.03
41.04
41.05
41.99

Main Generator Systems
Generator and exciter (including generator output breaker)
Sealing oil system
Rotor cooling gas system
Stator cooling water system
Main generator control and protection system
None of the above systems

42.00
42.01
42.02
42.03
42.04
42.05

Electrical Power Supply Systems
Main transformers
Unit self-consumption transformers (station, auxiliary, house reserve, etc.)
Vital AC and DC plant power supply systems (medium and low voltage)
Non-vital AC plant power supply system (medium and low voltage)
Emergency power generation system (e.g. emergency diesel generator and
auxiliaries)
Power supply system logics (including load shed logic, emergency bus
transfer logic, load sequencer logic, breaker trip logic, etc.)
Plant switchyard equipment
None of the above systems

42.06
42.07
42.99
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